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Solicitation No. W9127S-05-B-0004
Amend 0003, Encl 1

SECTI ON 01510
GENERAL REQUI REMENTS
PART 1 - GENERAL
1.1 REFERENCES

The publications listed below forma part of this specification to the
extent referenced. The publications are referred to in the text by basic
desi gnation only.

ENG NEER MANUAL PUBLI CATI ONS (EM
EM 385-1-1 (2003) Safety and Heal th Requirenents Manua
CODE OF FEDERAL REGULATI ONS
29 CFR, PT 1926 (1992) Safety and Health Regul ati ons for Construction

33 CFR, PT 84 (1991) Annex |: Positioning and Technical Detail of
Li ghts and Shapes

1.2 SUBM TTALS

Governnment approval is required for submittals with a "G' designati on;
submttals not having a "G' designhation are for information only. \When
used, a designation followi ng the "G' designation identifies the office that
will reviewthe submttal for the Governnent. The follow ng shall be
submitted in accordance with Section 01330 SUBM TTAL PROCEDURES

SD-01 Preconstruction Submittals
Conprehensive Wrk Plan; G

Detail ed work plan shall include, but not be limted to, the material used,
crew requirements, equi pnent required, storage area required, and
construction tinme including out of service schedul e

1.3 MEASUREMENT AND PAYMENT

No separate neasurenent or paynent will be rmade for the work covered under
this section of the specifications; all costs in connection therewith shal
be included in the contract unit or sumjob price or prices for the work to
be perforned under the contract.

1.4 BULLETI N BOARD

The Contractor shall furnish, install, and maintain for the duration of the

contract, a weathertight bulletin board, having hinged or sliding glazed

doors, on which shall be displayed | egible copies of (1) the poster entitled

"equal enploynment opportunity is the law' (OFCCP Publication 1420) as

requi red by CONTRACT CLAUSES: EQUAL OPPORTUNI TY, AFFI RVATIVE ACTI ON
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1

COWPLI ANCE REQUI REMENTS FOR CONSTRUCTI ON, AFFI RMATI VE ACTI ON FOR SPECI AL

DI SABLED AND VI ETNAM ERA VETERANS, AND AFFI RMATI VE ACTI ON FOR HANDI CAPPED
WORKERS; (2) the Notice to Enployees Poster (WH Publication 1321); (3) the
schedul e of m ninum wage rates for the contract as required by CONTRACT
CLAUSE: DAVI S-BACON ACT; and (4) current safety posters. The bulletin
board shall be nobunted where and as approved by the Contracting Officer, in
a proninent place accessible to all enployees of the Contractor and
subcontractors, and to applicants for enploynment. The bulletin board shal
remain the property of the Contractor and shall be renoved by hi m upon
conpl etion of the contract work.

.5 SAFETY AND HEALTH REQUI REMENTS

.5.1 CGener a

The Contractor shall conply with all applicable provisions of Engineer
Manual EM 385-1-1, Safety and Heal th Requirenents Manual, referenced in
CONTRACT CLAUSE: ACCI DENT PREVENTI ON and Occupational Safety and Health Act
(OsHA) Standards for Construction (Title 29, Code of Federal Regul ations
Part 1926 as revised fromtine to tine). The nost stringent requirenments of
the two standards will be applicable.

.6 QUALI TY CONTROL

.6.1 CGener a

The Contractor shall establish and naintain quality control for his
operations to assure conpliance with contract requirenents and mai ntain
records of his quality control for all construction operations under the
contract as specified in SECTION: CONTRACTOR QUALI TY CONTROL.

.6.2 Techni cal Provisions

This requirenent shall apply equally to each section of the Technica
Provi si ons, except where therein the QUALI TY CONTROL requirements set forth
critical items of work requiring special attention by the Contractor

.6.3 Quality Control Inspector Safety Responsibilities

Each Contractor quality control inspector shall be responsible for

i nspecting the work under his surveillance for conpliance with EM 385-1-1
Safety and Heal th Requirenments Manual, and shall imediately bring to the
attention of the Contractor's supervisory personnel all unsafe working
conditions, unsafe work practices, unsafe tools or equi pment and i nstances
of nonconpliance with the Safety and Health Requirenents Manual

.6.4 Quality Control Inspector Environmental Responsibilities

The Contractor quality control inspector shall be responsible for quality
control for environment protection specified in SECTION: ENVI RONMENTAL
PROTECTI ON, and shall inmediately bring to the attention of the Contractor's
supervi sory personnel all instances of nonconpliance with the requirenents
of SECTI ON:  ENVI RONMENTAL PROTECTI ON

6.5 Records and Tests
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A copy of the records and tests, as well as the records of corrective action
taken, will be furnished the Governnent as directed by the Contracting
O ficer.

.7 GOVERNMENT- FURNI SHED UTI LI TI ES

The Governnent will furnish utilities to the Contractor free of charge as
provided in the CLAUSE: AVAILABILITY AND USE OF UTILITY SERVI CES and as
speci fied below. The Contractor shall carefully conserve any utilities
furni shed by the Governnent.

7.1 Wt er

Government furni shed non-potable water will be avail able at existing
hydrants or outlets |ocated near the work area designated by the Contracting
O ficer’'s Representative. The Contractor shall furnish all piping, hoses,
valves, fittings and all other incidentals necessary to convey the water
fromthe existing hydrants or outlets to the work site.

.7.2 Electricity

Governnent furnished electricity will be available at existing electrica
outlets located near the work area. The Governnent furnished electricity
will be 440 volt A.C. The Contractor shall furnish all panels, circuit

breakers, wiring, transfornmers and all other incidentals necessary to neet
the needs of the equi pnment used in the work

.7.3 Tel ephone

The Contractor shall be responsible for having the | ocal tel ephone conpany
furnish all tel ephone service needed by himon the job site. The Contractor
will be allowed to utilize a dedicated line at the Project tel ephone switch
Al'l connections, hardware, and service charges for the tel ephone service
shall be the responsibility and expense of the Contractor. The Project

tel ephone service will not be available to the Contractor. Cellular phone
service is provided in the area, however cell phones do not work inside the
power house

. 8 GOVERNMENT- FURNI SHED FACI LI TI ES
. 8.1 Work Area and Storage Area

The Contractor's work and storage area will be assigned by the Contracting
O ficer.

.8.2 Sanitary Facilities

Exi sting sanitary facilities will be available for use by the Contractor's
personnel. The Contractor shall be responsible for keeping the facilities
cl ean.

.9 PROTECTI ON OF GOVERNMENT PROPERTY

.9.1 Protection of Governnent Facilities
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The Contractor shall take whatever neasures are necessary or required for
protection of the existing buildings, grounds, parking area and ot her
Government facilities.

1.9.2 Protection of Equi pnent and Concrete Surfaces

The Contractor shall take whatever neasures are necessary or required for
protection of the existing concrete surfaces, equipnent and machinery from
the Contractor's operations, as approved by the Contracting Oficer. Al
damages shall be cl eaned up and/or repaired, as approved by the Contracting
O ficer.

1.10 WORK HOURS

The Contractor shall arrange his work schedule so that the work perfornmed
at the Government installation will be during the normal day shift
established as 6:30 a.m to 5:00 p.m, Mndays through Thursdays, except
federal holidays. Contractor work at the installation during other periods
of time will be permitted only on the specific approval of the Contracting
O ficer or his authorized representative for each specified tine. |In the
event an operation is necessary which cannot be conpleted within the day
shift period specified above without |oss or additional cost to the
Contractor, the workday period for that operation may be extended upon
request of the Contractor and approval of the Contracting Oficer.

Power house personnel will not accept deliveries. The Contractor is
responsi bl e for scheduling so that contractor personnel may accept and

unl oad deliveri es.

1.11 OUT OF SERVI CE

Only one turbine can be out of service at a time. The contractor wll
present a plan of operation and schedule to the Contracting Oficer’s
Representative. A possible course of action is that the turbine with the
nmost significant bubbler pipe leak is worked on first. This turbine is
taken out of service and the work area is shielded fromthe other |eaks.
The 16" pipe, valve, and initial section of the bubbler pipe is repaired.
A valve is installed on the repaired bubbler pipe section (this is to be
closed until all bubbler piping is repaired). Once repair/replacenent is
conplete, this turbine is brought back on line. W rk noves to a different
turbine with a simlar procedure. Upon conpletion of all 16" pipe, valve,
and bubbl er pipefittings and val ves; the concrete patchwork and renaining
work up the pit (stem bubbler pipe, and | adders) can be done.

The contractor will present a plan of operation and schedul e, whether based
on the above or different, for approval before any work begins.

Work shall be linmted to 3 weeks per 16" val ve/ pi pe/ stem assenbly.

A 30-day advanced notification is required to request an outage.

1.12 CONTRACTOR SECURI TY PROGRAM Amend 0003

1.12.1 Genera

Contractors working in Governnment facilities will be subjected to increased
security nmeasures when the Ofice of Honel and Security and/or the
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Department of Arny designate el evated threat levels. Prior to initiating
work on site the Contractor shall prepare a witten Security Program
addressing i npl enentation of the neasures di scussed bel ow, and submtted to
the Contracting O ficer for acceptance. Upon notification by the COR the
Contractor shall imrediately take the additional steps required for access
to and working in Governnent facilities. The Contractors area of

responsi bility includes all workers, operators, visitors, vendors and
del i very personnel, associated with the project and requiring entry to the
prem ses. Threat levels are posted as FPCON Al pha, Bravo, Charlie and
Delta in order of increased security nmeasures. The Contractor will receive
no additi onal paynent for these neasures.

1.12.2 Identification of Contractor’s Enpl oyees

As a condition of enploynent in this Governnment facility, the Contractor
shall subject all enployees to a background check, to include a check

agai nst the national warrants |listing and published terrorist watch |ists.
In accordance with the Contract Clause, Convict Labor, no person presently
under sentence of inprisonnent shall be enployed on the project. Until the
applicant is cleared in the background check, access to the work site will
not be granted. Foreign workers shall posses a valid visa or work permt.
At the tinme a worker is separated fromthe work force, their |ID badge shal
be recovered by the contractor and destroyed. Unless otherw se prevented
from doi ng so by recogni zed bargai ning agreenent, the Contractor may retain
an amount fromthe enployee’s final paycheck until their badge is returned,
consistent with the cost of the Contractor’s anticipated efforts and
expenses to |locate the enpl oyee and recover the badge. Deductions for

wi t hhol di ngs shall be reported on payroll records. Upon return of the
badge, any wi thhol ding shall be pronptly released to the enpl oyee. Any
badges not recovered after a reasonable effort shall be reported in the
nonthly report to the Governnent Any contractor enpl oyee the Governnent
finds objectionable shall have their badge recovered and shall be renpved
fromthe site.

Each week the contractor shall furnish a report listing the results of
t heir background checks conducted, a rooster of cleared workers enpl oyed on
the site, the nunber of background checks conducted and a |ist of any
out st andi ng badges not turned in and the status of efforts to collect them

The Contractor shall be responsible for furnishing to each enpl oyee at the
power house and for requiring each enpl oyee at the powerhouse to display
such identification as approved and specified bel ow.

Nanme of Contractor
Nanme of Enpl oyee
Birth date

Wei ght

Hair col or

Eye col or

Recent photo

1.12.3 Mat eri al Deliveries

The Contractor is responsible for clearing all delivery vehicles, their

operators and physical inspection of the vehicle contents and conparison to

the mani fest, prior to entry into the facility. Valid drivers license, and
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conpany photo identification are neans of acceptable verification. Al
delivery vehicles will be opened up and the contents physically inspected
and verified prior to being allowed entry.

1.13 VEHI CLES

Par ki ng of private vehicles shall be restricted to the areas designated by
the Governnent. All Contractor’s vehicles shall display permanent
identification of such size and color to allow Governnent personnel to
identify the vehicle.

1.14 GOVERNMENT SUMP PUMPS

The contractor must provide sunp punps as use of existing Government punps
will NOT be permtted. Use of the facility drain systemis pernmitted to
di spose of non-contanmi nated pit water. Note that the contractor’s punps
and use of the drain system nust conformto environnental and other

requi renents of the contract specifications.

Amend 0003
1.15 MATERI AL SHI PMENTS

The Corps of Engineers will not receive material shipnents for construction
projects and the Contractor shall not ship materials to hinself addressed
in care of the Corps of Engineers. Receiving and storage of al
construction shipnents is entirely the responsibility of the Contractor.

PART 2 PRODUCTS  (NOT USED)

PART 3 EXECUTI ON  (NOT USED)

-- End of Section --
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Solicitation No. W127S- O6- B-0004

Anmend 0003, Encl 2

SECTI ON 01780

CLOSEQUT SUBM TTALS

PART 1 GENERAL

1.

1 SUBM TTALS

Governnment approval is required for submittals with a "G' designati on;
submittals not having a "G' designation are for information only. Wen
used, a designation followi ng the "G' designation identifies the office that
will reviewthe submttal for the Governnent. The follow ng shall be
submitted in accordance with Section 01330 SUBM TTAL PROCEDURES:

SD- 02 Shop Drawi ngs
Repai r/ Repl acenment Drawi ngs; G

Drawi ngs indicating the method and extent of 16" drain pipe renoval and
repl acement. Any secondary work, such as concrete renoval, required to
conplete 16" drainpipe repair will also be indicated. The final CADD
drawi ngs shall consist of one set of electronic CADD drawing files in .dxf
and .dgn format.

As-Bui It Drawi ngs; G Anend 0003

The as-built drawi ngs shall be a record of the construction as install ed.
The drawi ngs shall include all the informati on shown on the contract

drawi ngs, devi ations, nodifications, and changes fromthe contract

drawi ngs, however mnor. The as-built draw ngs shall be kept at the job
site and updated daily. The as-built drawi ngs shall be a full-sized set of
prints narked to reflect all deviations, changes, and nodifications. The
as-built drawi ngs shall be conplete and show the | ocation, size, wre

| abel's, control diagram dinensions, part identification, and other
information. Additional sheets nay be added. The as-built draw ngs shall
be jointly inspected for accuracy and conpl eteness by the Contractor's
quality control representative and by the Contracting O ficer prior to the
subm ssi on of each nonthly pay estinmate. Draw ngs shall show final as-
built conditions of the project. Any secondary work, such as concrete
renoval, required to conplete 16" drainpipe repair will also be indicated.
The final CADD draw ngs shall consist of one set of electronic CADD draw ng
files in .dxf or .dgn format. Three (3) paper copies and three (3)
electronic copieis of the as-built drawings are to be provided by the
contractor. |If upon review, the as-built drawings are found to contain
errors and/or omi ssions, they will be returned to the Contractor for
correction. The Contractor shall correct and return the as-built draw ngs
to the Contracting Officer for approval within ten cal endar days fromthe
time the drawings are returned to the

Contractor.

SD- 03 Product Data
As-Built Record of Equi pnent and Materials; G

Two (2) copies of the record listing the as-built materials and equi pnent
incorporated into the construction of the project. I|f upon review, the
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records are found to contain errors and/or omissions, they will be returned
to the Contractor for correction. The Contractor shall correct and return
the records to the Contracting O ficer for approval within ten cal endar
days fromthe tine the record is returned to the

Contractor.

Warranty Managenent Pl an;

One set of the warranty managenent plan containing information relevant to
the warranty of materials and equi pnent incorporated into the construction
project, including the starting date of warranty of construction. The
Contractor shall furnish with each warranty the nane, address, and

t el ephone nunber of each of the guarantor's representatives nearest to the
proj ect | ocation.

Warranty Tags;
Two record copies of the warranty tags showi ng the |ayout and design
Fi nal C eani ng;
Two copies of the listing of conpleted final clean-up itens.
.2 PRQJECT RECORD DOCUMENTS
2.1 As-Bui |t Draw ngs

Thi s paragraph covers as-built draw ngs conplete, as a requirement of the
contract. The terns "draw ngs," "contract draw ngs," "drawing files,"
"working as-built draw ngs" and "final as-built drawi ngs" refer to contract
drawi ngs, which are revised to be used for final as-built draw ngs.

.2.1.1 Gover nment Furni shed Materials

One set of drawings revised to reflect all bid amendnents will be provided
by the Government at the pre-construction conference for projects requiring
manual |y prepared as-built draw ngs

.2.1.2 Working As-Built and Final As-Built Draw ngs

The Contractor shall revise two (2) sets of paper draw ngs by redline
process to show the as-built conditions during the prosecution of the
project. These working as-built marked drawi ngs shall be kept current on a
weekly basis and at | east one set shall be available on the jobsite at al
tinmes. Changes fromthe contract plans, which are made in the work, or

addi tional information, which mght be uncovered in the course of
construction, shall be accurately and neatly recorded as they occur by neans
of details and notes. Final as-built drawi ngs shall be prepared after the
conpl eti on of each definable feature of work as listed in the Contractor
Quality Control Plan (Foundations, Utilities, Structural Steel, etc., as
appropriate for the project). The working as-built marked prints and fina

as-built drawings will be jointly reviewed for accuracy and conpl et eness by
the Contracting O ficer and the Contractor prior to subm ssion of each
nonthly pay estimate. |f the Contractor fails to maintain the working and

final as-built draw ngs as specified herein, the Contracting O ficer wll
deduct fromthe nmonthly progress paynent an anount representing the
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estimted cost of mmintaining the as-built drawi ngs. This nonthly deduction
will continue until an agreenment can be reached between the Contracting

O ficer and the Contractor regarding the accuracy and conpl et eness of
updat ed drawi ngs. The working and final as-built drawi ngs shall show, but
shall not be limted to, the follow ng infornmation:

a. The actual |ocation, kinds and sizes of all sub-surface utility
lines. 1In order that the location of these |ines and appurtenances may be
deternmined in the event the surface openings or indicators becone covered
over or obscured, the as-built draw ngs shall show, by offset dinensions to
two permanently fixed surface features, the end of each run including each
change in direction. Valves, splice boxes, and sinilar appurtenances shal
be | ocated by dinensioning along the utility run froma reference point.
The average depth bel ow the surface of each run shall al so be recorded

b. The |l ocation and di nensi ons of any changes within the building
structure

c. Correct grade, elevations, cross section, or alignnment of roads,
earthwork, structures or utilities if any changes were nade from contract
pl ans.

d. Changes in details of design or additional information obtained
from working drawi ngs specified to be prepared and/or furnished by the
Contractor; including but not linted to fabrication, erection, installation
pl ans and pl acing details, pipe sizes, insulation material, dinmensions of
equi pnrent foundations, etc.

e. The topography, invert elevations and grades of drainage installed
or affected as part of the project construction.

f. Changes or nodifications, which result fromthe final inspection

g. Wiere contract drawi ngs or specifications present options, only the
option selected for construction shall be shown on the final as-built
prints.

h. Modifications (change order price shall include the Contractor's
cost to change working and final as-built drawings to reflect nodifications)
and conpliance with the follow ng procedures.

(1) Directions in the nodification for posting descriptive changes
shal | be foll owed.

(2) A Mdification Circle shall be placed at the | ocation of each
del eti on.

(3) For new details or sections, which are added to a draw ng, a
Modi fication Circle shall be placed by the detail or section title.

(4) For mnor changes, a Mddification Circle shall be placed by
the area changed on the drawi ng (each | ocation).

(5) For major changes to a drawing, a Mdification Circle shall be

pl aced by the title of the affected plan, section, or detail at
each | ocati on.
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(6) For changes to schedul es or drawi ngs, a Mdification Circle
shal |l be placed either by the schedul e heading or by the change in
t he schedul e.

(7) The Modification Circle size shall be 12.7 nm (1/2 inch)
di aneter unless the area where the circle is to be placed is
crowded. Smaller size circle shall be used for crowled areas.

1.2.1.3 Drawi ng Preparation

The as-built drawi ngs shall be nodified as nay be necessary to correctly
show the features of the project as it has been constructed by bringing the
contract set into agreenent with approved working as-built prints, and
addi ng such additional drawi ngs as may be necessary. These working as-built
mar ked prints shall be neat, |egible and accurate. These drawi ngs are part
of the permanent records of this project and shall be returned to the
Contracting O ficer after approval by the Governnent. Any draw ngs danmaged
or lost by the Contractor shall be satisfactorily replaced by the Contractor
at no expense to the Governmnent.

1.2.1.4 Manual |y Prepared Draw ngs

Only personnel proficient in the preparation of nmmnually prepared draw ngs
shall be enployed to nmodify the original contract draw ng or prepare
addi ti onal new drawi ngs. Additions and corrections to the contract draw ngs
shall be neat, clean and legible, shall be done to the sane | evel of detail
and shall match the adjacent existing line work, and |ettering being
annotated in type, density, size and style. Drafting work shall be done
usi ng ink that was enployed on the original contract draw ngs and with
graphite | ead on paper base material. The Contracting Officer will review
as-built drawi ngs for accuracy and conformance to the above specified
drafting standards. Corrections, changes, additions, and del etions required
shall neet these standards. The title block to be used for any new as-built
drawi ngs shall be simlar to that used on the original draw ngs.

a. Wien final revisions have been conpl eted, each draw ng shall be
lettered or stanped with the words "RECORD DRAW NG AS-BUI LT" foll owed by the
nanme of the Contractor in letters at least 3/16 inch high. Origina
contract draw ngs shall be marked either "As-Built" draw ngs denoting no
revisions on the sheet or "Revised As-Built" denoting one or nore revisions.
Al'l original contract drawi ngs shall be dated in the revision block

b. Wthin 10 days after Governnment approval of all of the working as-
built drawi ngs for a phase of work, the Contractor shall prepare the fina
as-built drawi ngs for that phase of work and submit two sets of blue-line
prints of these draw ngs for Government review and approval. The Governnent
will pronptly return one set of prints annotated with any necessary
corrections. Wthin 7 days the Contractor shall revise the draw ngs
accordingly at no additional cost and submit one set of final prints for the
conpl eted phase of work to the Governnent. Wthin 10 days of substantia
conpl etion of all phases of work, the Contractor shall submit the final as-
built drawi ng package for the entire project. The submittal shall consist
of the conpleted final as-built drawi ngs and the return of the approved
mar ked as-built prints. The drawi ngs shall be conplete in all details.
Paper prints and reproducible drawings will becone the property of the
Government upon final approval. Failure to subnmit final as-built draw ngs
and marked prints, as required herein, will be cause for w thhol ding any
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paynent due the Contractor under this contract. Approval and acceptance of
final as-built drawi ngs shall be acconplished before final payment is nade
to the Contractor.

1.2.1.6 Payment

No separate paynent will be made for as-built draw ngs required under this
contract, and all costs accrued in connection with such draw ngs shall be
considered a subsidiary obligation of the Contractor

1.2.2 As-Built Record of Equi pment and Materials

The Contractor shall furnish one copy of prelimnary record of equi pnent and
mat erials used on the project 15 days prior to final inspection. This
prelimnary submttal will be reviewed and returned 2 days after fina

i nspection with Governnent comments. Two sets of final record of equi pnent
and materials shall be subnmitted 10 days after final inspection. The

desi gnations shall be keyed to the related area depicted on the contract
drawi ngs. The record shall list the follow ng data:

RECORD OF DESI GNATED EQUI PMENT AND MATERI ALS DATA

Description Speci fication Manuf act urer Conposition Wher e
Section and Cat al og, and Size Used
Mbdel , and

Serial Number
1.2.3 Fi nal Approved Shop Draw ngs

The Contractor shall furnish final approved project shop drawi ngs 30 days
after transfer of the conpleted facility.

1.2.4 Construction Contract Specifications

The Contractor shall furnish final as-built construction contract
speci fications, including nodifications thereto, 30 days after transfer of
the conpleted facility.

1.2.5 Real Property Equi pnent

The Contractor shall furnish a list of installed equipnent furnished under
this contract. The list shall include all information usually |listed on
manuf acturer's naneplate. The "EQU PMENT-IN-PLACE LI ST" shall include, as
applicable, the followi ng for each piece of equipnent installed

description of item |ocation (by room nunber), nodel nunber, serial nunber,
capacity, name and address of nanufacturer, nanme and address of equi pnent
supplier, condition, spare parts |list, manufacturer's catal og, and warranty.
A draft list shall be furnished at tine of transfer. The final |ist shal

be furni shed 30 days after transfer of the conpleted facility.

1.3 WARRANTY MANAGEMENT
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1

3.1 Warranty Managenent Pl an

The Contractor shall devel op a warranty managenent plan. At |east 30 days
before the planned pre-warranty conference, the Contractor shall subnit the
war ranty managenent plan for Governnent approval. The warranty managenent

pl an shall include all required actions and docunents to assure that the
Governnent receives all warranties to which it is entitled. The plan shal
be in narrative formand contain sufficient detail to render it suitable for
use by future maintenance and repair personnel, whether tradesnen, or of

engi neeri ng background, not necessarily familiar with this contract. The
term "status" as indicated bel ow shall include due date and whether item has
been submitted or was acconplished. MWarranty information nmade avail abl e
during the construction phase shall be submitted to the Contracting O ficer
for approval prior to each nonthly pay estimate. Approved information shal
be assenbled in a binder and shall be turned over to the Governnent upon
acceptance of the work. The construction warranty period shall begin on the
date of project acceptance and shall continue for the full product warranty
period. A joint 4 month and 9 nonth warranty i nspection shall be conducted,
neasured fromtinme of acceptance, by the Contractor, Contracting Oficer and
the Customer Representative. Information contained in the warranty
managenment plan shall include, but shall not be Iinmted to, the follow ng

a. Roles and responsibilities of all personnel associated with the
warranty process, including points of contact and tel ephone nunbers within
the organi zations of the Contractors, subcontractors, nmanufacturers or
suppliers invol ved

b. Listing and status of delivery of all Certificates of Warranty for
extended warranty itemnms, valves, operators, etc.

c. Alist for each warranted equi pnent, item and feature of
construction or systemindicating

1 Name of item

2. Model and serial nunbers.

3. Location where installed.

4 Name and phone nunbers of manufacturers or suppliers.

5. Nanes, addresses and tel ephone nunbers of sources of spare
parts.
6. Warranties and ternms of warranty. This shall include one-year
overall warranty of construction. Itens, which have extended
warranties, shall be indicated with separate warranty expiration
dat es.

7. Cross-reference to warranty certificates as applicable.

8. Starting point and duration of warranty peri od.

9. Summary of mmi ntenance procedures required to continue the
warranty in force.

10. Cross-reference to specific pertinent Operation and Miintenance
manual s.

11. Organi zation, names and phone nunbers of persons to call for
warranty service.

12. Typical response tine and repair tinme expected for various
war r ant ed equi prment.

d. The Contractor's plans for attendance at the 4 and 9-nonth post-
construction warranty inspections conducted by the Governnent.
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e. Procedure and status of tagging of all equipnment covered by
extended warranti es.

f. Copies of instructions to be posted near sel ected pieces of
equi pnment where operation is critical for warranty and/or safety reasons.

.3.2 Per f or mance Bond

The Contractor's Performance Bond shall renmain effective throughout the
construction period

a. In the event the Contractor fails to comence and diligently pursue
any construction warranty work required, the Contracting Officer will have
the work perforned by others, and after conpletion of the work, will charge

the renmining construction warranty funds of expenses incurred by the
Governnent while performng the work, including, but not linmted to
admi ni strative expenses.

b. In the event sufficient funds are not available to cover the
construction warranty work performed by the Governnment at the Contractor's
expense, the Contracting Officer will have the right to recoup expenses from

t he bondi ng conpany.

c. Following oral or witten notification of required construction
warranty repair work, the Contractor shall respond in a tinmely nmanner.
Witten verification will follow oral instructions. Failure of the
Contractor to respond will be cause for the Contracting Oficer to proceed
agai nst the Contractor.

.3.3 Pre-Warranty Conference

Prior to contract conpletion, and at a time designated by the Contracting
Officer, the Contractor shall neet with the Contracting Oficer to devel op
a mutual understanding with respect to the requirements of this section
Comuni cation procedures for Contractor notification of construction
warranty defects, priorities with respect to the type of defect, reasonable
time required for Contractor response, and other details deened necessary
by the Contracting O ficer for the execution of the construction warranty
shall be established/reviewed at this nmeeting. In connection with these
requi renents and at the time of the Contractor's quality control conpletion
i nspection, the Contractor shall furnish the name, tel ephone nunber and
address of a licensed and bonded conpany, which is authorized to initiate
and pursue construction warranty work action on behalf of the Contractor
This point of contact will be located within the | ocal service area of the
warrant ed construction, shall be continuously available, and shall be
responsive to Government inquiry on warranty work action and status. This
requi renment does not relieve the Contractor of any of its responsibilities
in connection with other portions of this provision

.3.4 Contractor's Response to Construction Warranty Service Requirenents

Following oral or witten notification by the Contracting O ficer, the
Contractor shall respond to construction warranty service requirenments in
accordance with the "Construction Warranty Service Priority List" and the
three categories of priorities listed below. The Contractor shall submit a
report on any warranty itemthat has been repaired during the warranty
period. The report shall include the cause of the problem date reported,
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corrective action taken, and when the repair was conpleted. |If the
Contractor does not performthe construction warranty within the tinmefranes
speci fied, the Governnment will performthe work and back charge the
construction warranty paynent item established

a. First Priority Code 1. Performonsite inspection to evaluate
situation, and determnine course of action within 4 hours, initiate work
within 6 hours and work continuously to conpletion or relief.

b. Second Priority Code 2. Performonsite inspection to evaluate
situation, and deternine course of action within 8 hours, initiate work
wi thin 24 hours and work continuously to completion or relief.

c. Third Priority Code 3. All other work to be initiated within 3
wor kdays and work continuously to conpletion or relief.

d. The "Construction Warranty Service Priority List" is as foll ows:

Code 3-All other work not |isted above.

1.3.5 Warranty Tags

At the tinme of installation, each warranted item shall be tagged with a
durabl e, oil and water-resistant tag approved by the Contracting O ficer.
Each tag shall be attached with a copper wire and shall be sprayed with a
silicone waterproof coating. The date of acceptance and the QC signature
shall remain blank until project is accepted for beneficial occupancy. The
tag shall show the follow ng informtion.

a. Type of product/material

b. Mddel nunber

c. Serial nunber

d. Contract nunber

e. \Warranty period from to

f. Inspector's signature

g. Construction Contractor
Addr ess
Tel ephone nunber

h. Warranty contact
Addr ess
Tel ephone nunber

i. Warranty response tinme priority code

i VARNI NG - PROQIECT PERSONNEL TO PERFORM ONLY OPERATI ONAL MAI NTENANCE
DURI NG THE WARRANTY PERI OD
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1

4 MECHANI CAL TESTI NG, ADJUSTI NG, BALANCI NG, AND COWM SSI ONI NG

Prior to final inspection and transfer of the conpleted facility; al
reports, statenments, certificates, and conpl eted checklists for testing,
adj usting, balancing, and conmi ssioning of nechanical systens shall be
submtted to and approved by the Contracting Oficer as specified in
appl i cabl e technical specification sections.

.5 OPERATI ON AND MAI NTENANCE MANUALS

Operation manual s and mai ntenance manual s shall be subnitted as specified
Operation manual s and mai nt enance manual s provided in a common vol ume shal
be clearly differentiated and shall be separately indexed

.6 FI NAL CLEANI NG

The prem ses shall be left broomclean. Stains, foreign substances, and
tenporary | abels shall be renoved from surfaces. Equi pnent and fi xtures
shal |l be cleaned to a new condition. Debris shall be renoved from fl oors,
dr ai nage systens, and sunp pit. Valve operator areas shall be swept clean
The site shall have waste, surplus materials, and rubbish renoved. The
project area shall have tenporary structures, barricades, project signs,
punp and equi pnent securenent, and construction facilities renoved. A |ist
of conpleted clean-up itens shall be submtted on the day of fina

i nspecti on.

PART 2 PRODUCTS ( NOT USED)

PART 3  EXECUTI ON (NOT USED)

-- End of Section --
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Amend 0003, Encl 3

Solicitation No. W127S-05-B-0004

SECTI ON 05502

METALS: M SCELLANEOUS, STANDARD ARTI CLES, SHOP FABRI CATED | TEMS

PART 1 GENERAL

1.

1 REFERENCES

The publications listed below forma part of this specification to the

extent referenced.
desi gnation only.

The publications are referred to in the text by basic

AMERI CAN SOCI ETY FOR TESTI NG AND MATERI ALS (ASTM

ASTM A 1

ASTM A 20/ A 20M

ASTM A 27/ A 27M

ASTM A 36/ A 36M

ASTM A 53

ASTM A 109

ASTM A 109M

ASTM A 123

ASTM A 148/ A 148M

ASTM A 153/ A 153M

ASTM A 193/ A 193M

ASTM A 194/ A 194M

ASTM A 240/ A 240M

(1992) Carbon Steel Tee Rails

(1996a) General Requirenents for Steel Plates
for Pressure Vessels

(1995) Steel Castings, Carbon, for GCeneral
Application

(1996) Carbon Structural Steel

(1996) Pipe, Steel, Black and Hot-Di pped,
Zi nc- Coat ed, Wl ded and Seaml ess

(1993) Steel, Strip, Carbon, Cold-Rolled

(1991) Steel, Strip, Carbon, Cold-Rolled
(Metric)

(1989a) Zinc (Hot-Di p Gal vani zed) Coatings on
Iron and Steel Products

(1993b) Steel Castings, High-Strength, for
Structural Purposes

(1995) Zinc Coating (Hot-Dip) on lIron and
St eel Har dwar e

(1996b) Alloy-Steel and Stainless Steel
Bolting Materials for Hi gh-Tenperature
Service

(1996) Carbon and Alloy Steel Nuts for Bolts
for High-Pressure and Hi gh- Tenperature
Service

(1996) Heat-Resisting Chrom um and Chrom um
Ni ckel Stainless Steel Plate, Sheet, and
Strip for Pressure Vessels

SECTI ON 05502 Page 1



ASTM A

ASTM A

ASTM A

ASTM A

ASTM A

ASTM A

ASTM A

ASTM A

ASTM A

ASTM A

ASTM A

ASTM A

ASTM A

ASTM A

ASTM A

ASTM A

ASTM A

ASTM A

ASTM A

263

264

276

307

312/ A 312M

320/ A 320M

325

325M

484/ A 484M

490

490M

500

501

502

504

514/ A 514M

516/ A 516M

519

564/ A 564M

(1994a) Corrosion-Resistant Chromi um Steel -
Cl ad Pl ate, Sheet, and Strip

(1994a) Stainless Chrom um N ckel Steel-Cl ad
Pl ate, Sheet, and Strip

(1996) Stainless and Heat-Resisting Steel
Bars and Shapes

(1994) Carbon Steel Bolts and Studs, 60 000
psi Tensile Strength

(1995a) Seam ess and Wl ded Austenitic
St ai nl ess Steel Pipes

(1994; R 1995) Alloy Steel Bolting Materials
for Low Tenperature Service

(1996) Structural Bolts, Steel, Heat Treated,
120/ 105 ksi M nimum Tensile Strength

(1993) High-Strength Bolts for Structural
Steel Joints (Metric)

(1994b) General Requirements for Stainless
Steel Bars, Billets, and Forgings

(1993) Heat-Treated Steel Structural Bolts,
150 ksi M nimum Tensile Strength

(1993) High-Strength Steel Bolts, Classes
10.9 and 10.9.3, for Structural Steel Joints
(Metric)

(1993) Col d- Forned Wel ded and Seaml ess Car bon
Steel Structural Tubing in Rounds and Shapes

(1993) Hot - Formed Wl ded and Seanl ess Carbon
Steel Structural Tubing

(1993) Steel Structural Rivets
(1993) Wought Carbon Steel Wheels

(1994a) High-Yield-Strength, Quenched and
Tenpered Alloy Steel Plate, Suitable for
Vel di ng

(1990) Pressure Vessel Plates, Carbon Steel,
for Moderate- and Lower-Tenperature Service

(1994) Seamnl ess Carbon and All oy Steel
Mechani cal Tubi ng

(1995) Hot-Rolled and Col d-Fi ni shed Age-
Har deni ng St ainl ess Steel Bars and Shapes
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ASTM A 572/ A 572M

ASTM A 588/ A 588M

ASTM A 618

ASTM A 668/ A 668M

ASTM A 730

ASTM A 786/ A 786M
ASTM B 6
ASTM B 21

ASTM B 21M
(Metric)
ASTM B 23

ASTM B 26/ B 26M

ASTM B 36/ B 36M

ASTM B 62

ASTM B 121/B 121M

ASTM B 124

ASTM B 124M

ASTM B 138

ASTM B 138M

ASTM B 148
ASTM B 150

ASTM B 150M

(1994c) High-Strength Low All oy Col unbi um
Vanadi um Structural Steel

(1994) High-Strength Low All oy Structural
Steel with 50 ksi (345 MPa) M ninmum Yield
Point to 4 in. (100 mm Thick

(1993; R 1995) Hot-Fornmed Wl ded and Seanl ess
Hi gh-Strength Low Al l oy Structural Tubing

(1996) Steel Forgings, Carbon and All oy, for
Ceneral Industrial Use

(1993) Forgings, Carbon and Alloy Steel, for
Rai | way Use

(1993) Rolled Steel Floor Plates

(1995a) Zinc

(1996) Naval Brass Rod, Bar, and Shapes
(1996) Naval Brass Rod, Bar, and Shapes
(1994) White Metal Bearing Alloys (Known
Comercially as "Babbitt Metal")

(1996) Al umi num Al |l oy Sand Casti ngs

(1995) Brass Plate, Sheet, Strip, and Rolled
Bar

(1993) Conposition Bronze or Qunce Metal
Casting

(1995) Leaded Brass Plate, Sheet, Strip, and
Rol | ed Bar

(1996) Copper and Copper-All oy Forgi ng Rod,
Bar, and Shapes

(1996) Copper and Copper-Alloy Forgi ng Rod,
Bar, and Shapes (Metric)

(1996) Manganese Bronze Rod, Bar, and Shapes

(1996) Manganese Bronze Rod, Bar, and Shapes
(Metric)

(1993a) Al umi num Bronze Sand Casti ngs
(1995a) Al umi num Bronze Rod, Bar, and Shapes

(1995a) Al umi num Bronze Rod, Bar, and Shapes
(Metric)
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ASTM

ASTM

ASTM

ASTM

ASTM

ASTM

ASTM

ASTM

ASTM

ASTM

ASTM

ASTM

ASTM

ASTM

ASTM

ASTM

ASTM

ASTM

ASME

ASME

F

F

152

152M

176

209

209M

211

211M

241/ B 241M

271

308/ B 308M

505

584

749

763

806

824

436

436M

(1994) Copper Sheet, Strip, Plate, and Rolled
Bar

(1995) Copper Sheet, Strip, Plate, and Roll ed
Bar (Metric)

(1995) Copper-Alloy Die Castings

(1996) Al um num and Al unm num Al | oy Sheet and
Pl at e

(1995) Al umi num and Al um num Al | oy Sheet and
Plate (Metric)

(1995a) Al umi num and Al um num Al | oy Bar, Rod,
and Wre

(1995) Al umi num and Al um num Al | oy Bar, Rod,
and Wre (Metric)

(1996) Al umi num and Al um num Al | oy Seanl ess
Pi pe and Seanl ess Extruded Tube

(1996) Copper-Base All oy Centrifugal Castings

(1996) Al um num All oy 6061-T6 Standard
Structural Shapes

(1996) Copper-Base All oy Continuous Castings

(1993b) Copper Alloy Sand Castings for
Ceneral Applications

(1991; R 1991) Lead and Lead Alloy Strip,
Sheet, and Pl ate Products

(1996) Copper Alloy Sand Castings for Valve
Application

(1993a) Copper Alloy Permanent Ml d Castings
for General Applications

(1996) General Requirenments for Copper Alloy
Casti ngs

(1993) Hardened Steel Washers

(1993) Hardened Steel Washers (Metric)

ASME | NTERNATI ONAL ( ASME)

B16. 3

B16. 5

(1992) Malleable Iron Threaded Fittings

(1988; Errata Oct 88; Bl16.5a) Pipe Flanges
and Fl anged Fittings

SECTI ON 05502 Page 4



ASME B16. 9

ASME B18.2.1

ASME B18. 2. 2

ASME B18. 3

ASME B18.6.1

ASME B18. 6. 2

ASME B18.6. 3

ASME B18.21.1

ASME B18.22.1

ASME B18. 22M

ASME B27.7

(1993) Factory-Made Wought Steel Buttwel ding
Fittings

(1981; Supple 1991; R 1992) Square and Hex
Bolts and Screws (lnch Series)

(1987; R 1993) Square and Hex Nuts (Inch
Seri es)

(1986; R 1995) Socket Cap, Shoul der and Set
Screws (Inch Series) |ncluding Dimensions of
Hexagon and Spline Sockets and Keys to Match
(1981; R 1991) Wbod Screws (I nch Series)

(1972; R 1993) Slotted Head Cap Screws,
Square Head Set Screws, and Slotted Headl ess
Set Screws

(1972; R 1991) Machi ne Screws and Machi ne
Screw Nuts

(1994) Lock Washers (I nch Series)
(1965; R 1990) Pl ain Washers
(1981; R 1990) Metric Plain Washers

(1977; R 1993) Ceneral Purpose Tapered and
Reduced Cross-Section Retaining Rings

U. S. GENERAL SERVI CES ADM NI STRATI ON ( GSA)

CID A-A-1922

CID A- A-1923

CID A-A-1924

CID A-A-1925

CID A-A-55614

CI D A- A-55615

CI D A- A-60005

FS RR-C- 271

(Rev A) Shield, Expansion (Caul king Anchors,
Si ngl e Lead)

(Rev A) Shield, Expansion (Lag, Machine and
Externally Threaded Wedge Bolt Anchors)

(Rev A; Notice 1) Shield, Expansion (Shelf
Drilling Tubul ar Expansion Shell Bolt
Anchors)

(Rev A; Notice 1) Shield, Expansion (Nai
Anchors)

(Rev A) Shield, Expansion (Non-Drilling
Expansi on Anchors)

(Rev A) Shield, Expansion (Wod Screw and Lag
Bolt Sel f-Threadi ng Anchors)

(Rev E; Notice 1) Frames, Covers, Gratings,
Steps, Sunp and Catch Basin, Mnhol e

(Rev D) Chains and Attachments, Welded and
Vel dl ess
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FS RR-W 410 (Rev D, Am 1) Wre Rope and Strand

Arend 0003

U S. ARMY CORPS OF ENG NEERS ( USACE)

EM 385-1-1 (2003) U.S. Arnmy Corps of Engineers Safety
and Heal th Requirenents Manual

NATI ONAL ASSOCI ATI ON OF ARCHI TECTURAL METAL MANUFACTURERS ( NAAMM
NAAVM MBG 531 (1993) Metal Bar Grating Manual

NAAMM MBG 531S (1989) Guide Specification for Stainless
Steel Grating

.2 SUBM TTALS

Governnment approval is required for submittals with a "G' designati on;
subnmittals not having a "G' designation are for information only. \When
used, a designation follow ng the "G' designation identifies the office that
will reviewthe submttal for the Governnment. The follow ng shall be
submtted in accordance with Section 01330 SUBM TTAL PROCEDURES:

SD- 02 Shop Drawi ngs
Shop Fabricated Metal Itens; G

Detail drawi ngs shall be submitted for approval as specified and in Section
05055 METALWORK FABRI CATI ON, MACHI NE WORK, M SCELLANEQUS PROVI SI ONS.

SD- 03 Product Data
M scel | aneous Metals and Standard Metal Articles; G

Shop Fabricated Metal Itens; G

Lists of materials shall be submitted for approval as specified in Section
05055 METALWORK FABRI CATI ON, MACHI NE WORK, M SCELLANEOUS PROVI SI ONS.

Records, which identify the disposition of, approved material and

fabricated itens in the work nust be submitted for approval as specified
and in Section 05055 METALWORK FABRI CATI ON, MACHI NE WORK, M SCELLANEQUS

PROVI SI ONS.
SD- 06 Test Reports
M scel | aneous Metal s and Standard Metal Articles; G
Shop Fabricated Metal Itens; G
Certified test reports for materials tests and anal yses shall be submtted
for approval as specified and in Section 05055 METALWORK FABRI CATI ON,
MACHI NE WORK, M SCELLANEOUS PROVI SI ONS.
.4 FABRI CATI ON AND WORKMANSHI P REQUI REMENTS
Fabrication requirenents and workmanship provisions for itens specified in

this section shall conformto the requirenments of Section 05055 METALWORK
FABRI CATI ON, MACHI NE WORK, M SCELLANEQUS PROVI SI ONS.
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PART 2 PRODUCTS
2.1

M scel | aneous net al

the respective specifications and ot her
Where materia

shall be as specified or shown.
speci fied, materials furnished shal

mat eri al s and standard net al

M SCELLANEOUS METALS AND STANDARD METAL ARTI CLES

articles shall conformto
desi gnated requirenents. Sizes
requi rements are not

be suitable for the intended use and

shal | be subject to approval. Arend 0003
Par t St eel Pai nt ed
1-1/2" Valve stem Schd. 80, weld ends, ASTM A53 grade B, galv. Y

Al123/ A
1" Valve stem couplings [XXS (0.358" thick), ASTM A53 grade B, galv. N
Al123/ A
7/ 16” Val ve stem pins Stainl ess steel - A276-00a Type 304 cond S N
3/ 8" Valve stem shear (75ksi yield)
pi ns
1" Bubbl er pipe Stnd wt, weld ends, ASTM A53, galv. A123/A Y
16" drain pipe Schd 80, ASTM A53 grade B, galv. Al123/A Y
Val ve Support Stai nl ess steel - A276-00a Type 304 cond A Y
(30ksi vyield)
Pi pe Brackets ASTM A36 steel Galv. A123/A Y
Al l bolts, nuts, washers |Stainless steel — ANSI type 316 N
Ladder Expansi on Anchors ([Stainless steel - ANSI type 316 N
Ladders, Brackets, and Stai nl ess steel - A276-00a Type 304 cond A Y
Mount s (30ksi vyield)

See specification 09965 for

2.1.1 Structural Stee

ASTM A 36.
2.1.2 Steel Pipes and Pipe Fittings
2.1.2.1 Pi pes

ASTM A 53, Type S, Grade B, seanl ess,
cl ass or outside dianeter and noni nal
threaded (as applicable) ends.

painting details

gal vani zed, nominal size and wei ght
wal | thickness as shown, plain or

2.1.2.2 Pi pe Fittings
a. Flanged - ASME B16.5 faced and drill ed.
b. Screwed - ASME B16. 3.
c. Butt-welding - ASME B16.9.
2.1.3 Bolts, Nuts, and Washers
Bolts, nuts, and washers shall be of

and finish indicated or

best suited for

the material, grade, class, style

i nt ended use

typey
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2.1.3.1 Bolts, Nuts, and Washers

a. Bolts and Nuts — ANSI Type 316, ASTM 276-00a Type 304 cond S (75ks
yield).

b. Bolts - ASME B18. 2. 1.
c. Nuts - ASME B18.2.2.
d. MWashers
(1) Plain Washers - ASME B18.22.1, Type B.
(2) Lock Washer - ASME B18.21.1.
(3) Beveled Washers - ASTM F 436, Bevel ed.
2.1. 4 Screws

Screws shall be of the material, grade, type, style, and finish indicated or
best suited for use intended.

2.1.4.1 Cap Screws
ASME B18.2.1, ASME B18.3, or ASME B18.6.2 as required.
2.1.4.2 Machi ne Screws
ASME B18. 6. 3.
2.1.4.3 Set Screws
ASME B18. 6. 2.
2.1.5 Expansi on Anchors

Type as required, except that nail driven types will not be acceptable,
stainl ess steel unless otherw se indicated.

2.2 SHOP FABRI CATED METAL | TEMS

Shop fabricated netal itens shall conformto the requirenents and details as
speci fied or shown and to the workmanship provisions and ot her applicable
fabrication requirenents as specified in Section 05055 METALWORK

FABRI CATI ON, MACHI NE WORK, M SCELLANEQUS PROVI SI ONS.

2.2.1 Ladders

Ladders shall be fixed-rail nmetal |adders conforning to the requirenents of
EM 385-1-1 and to details shown.

2.2.1.1 Ladder Materials and Di nensi ons Arend 0003

Ladders shall be fabricated of structural stainless steel as shown—and
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with non-slip surfaces, fitted into holes in bar side rails and wel ded.
Splices in side rails shall be made using full penetration welds and shal
provide a flush and snooth transition between connecting ends. All welds
shal |l be ground snooth. Ladders shall not be |less than 16 inches in w dth,
with 1-inch dianeter rungs, spaced 12 inches apart. The two stringers
shall be a mnimm 1/2-inch thick and 2-1/2 inches wi de.

.2.1.2 Bracket Materials and Di nensions

Ladder rails shall be welded to bent-bar supporting brackets anchored to
supporting structure as shown. Al welds shall be ground snmooth. Brackets
will provide the installed |adder with at |east 6 inches of space between
the wall and rungs

.2.1.3 Anchor Materials and Di nensi ons
Amend 0003
Ladders shall be adequately anchored to the wall by neans of galvanized
stainl ess steel bolt expansion anchors spaced not nore than 6 feet apart
vertically. Anchors shall be %% in dianmeter with a m ni num enbednent depth
of 4-3/4".

.2.1. 4 Rigid Rail Ladder Safety Device

Ladders installed in this contract shall be equipped with a rigid rail fal
prevention system such as Saf-T-Clinb by North Safety Products or an
approved equivalent. Material shall be hot-dipped gal vani zed after
fabrication. The systemshall be installed per manufacturers guidelines and
meet OSHA s1910. 27 and s1926. 1053.

PART 3 EXECUTI ON ( NOT APPLI CABLE)

-- End of Section --

SECTI ON 05502 Page 9



Amend 0003, Encl 4

PART 1 GENERAL

1.

1 REFERENCES

Solicitation No. W127S-05-B-0004

SECTI ON 15200

Pl PELI NES, LI QUI D PROCESS PI PI NG

The publications listed below forma part of this specification to the

extent referenced.
basi ¢ desi gnation only.

The publications are referred to in the text by

AMERI CAN SOCI ETY FOR TESTI NG AND MATERI ALS (ASTM

ASTM A 36/ A 36M

ASTM A 126

ASTM A 167

ASTM A 182/ A 182M

ASTM A 193/ A 193M

ASTM A 194/ A 194M

ASTM A 268

ASTM A 312/ A 312M

ASTM A 351/ A 351M

ASTM A 395

ASTM A 403/ A 403M

(1997a) Carbon Structural Steel

(1995) Gray Iron Castings for Valves,
Fl anges, and Pipe Fittings

(1996) Stainless and Heat-Resisting
Chrom um Ni ckel Steel Plate, Sheet, and
Strip

(1997c) Forged or Rolled Alloy- Steel
Pi pe Fl anges, Forged Fittings, and
Val ves and Parts for High-Tenmperature
Service

(1998) Alloy-Steel and Stainless Steel
Bolting Materials for High-Tenperature
Service

(1998) Carbon and Alloy Steel Nuts for
Bolts for High-Pressure and High-
Tenperature Service

(1996) Seanl ess and Wel ded Ferritic and
Martensitic Stainless Steel Tubing for
General Service

(1995a) Seanml ess and Wel ded Austenitic
St ai nl ess Steel Pipes

(1994a) Castings, Austenitic,
Austenitic-Ferric (Duplex), for
Pressure-Contai ning Parts

(1988; R 1998) Ferritic Ductile Iron
Pressure-Retaining Castings for Use at
El evat ed Tenperatures

(1998) Wought Austenitic Stainless
Steel Piping Fittings



ASTM A 513

ASTM A 576

ASTM A 813/ A 813M

ASTM A 815/ A 815M

ASTM A 858/ A 858M

ASTM A 865

(1997) Electric-Resistance-Wl ded
Carbon and All oy Steel Mechanica
Tubi ng

(1990b; R 1995) Steel Bars, Carbon,
Hot - W ought, Special Quality

(1995) Single- or Doubl e-Wel ded
Austenitic Stainless Steel Pipe

(1998) Wought Ferritic,
Ferritic/Austenitic, and Martensitic
Stainless Steel Piping Fittings

(1996) Heat-Treated Carbon Stee
Fittings for Low Tenperature and
Corrosive Service

(1997) Threaded Couplings, Steel, Black
or Zinc-Coated (Galvanized) Wl ded or
Seaml ess, for Use in Steel Pipe Joints

ASME | NTERNATI ONAL ( ASME)

ASME Bl. 20.1

ASME B16. 1

ASME B16. 5

ASME B16. 9

ASME B16. 11

ASME Bl16. 21

ASME B16. 28

ASME B31.1

ASME B31. 3

ASME B36. 19M

ASME B40. 1

(1983; R 1992) Pipe Threads, Genera
Pur pose (I nch)

(1989) Cast Iron Pipe Flanges and
Fl anged Fittings

(1996; Bl6a) Pipe Fl anges and Fl anged
Fittings NPS 1/2 thru NPS 24

(1993) Factory-Made Wought Stee
Buttwel ding Fittings

(1996) Forged Fittings, Socket-Welding
and Threaded

(1992) Nonnetallic Flat Gaskets for
Pi pe Fl anges

(1994) Wought Steel Buttwel ding Short
Radi us El bows and Returns

(1998) Power Piping
(1999) Process Piping
(19685; R 1994) Stainless Steel Pipe

(1991) Gauges - Pressure Indicating
Dial Type - Elastic El enent

AVERI CAN WATER WORKS ASSOCI ATI ON ( AWAA)



AWM C111 (1995) Rubber-Gasket Joints for
Ductile-Iron Pressure Pipe and Fittings

AWM C500 (1993; Ch500a) Metal -Seal ed Gate Val ves
for Water Supply Service

AWM C508 (1993; Cb08a) Swi ng- Check Val ves for
Wat erwor ks Service, 2 In. (50 nmm
Through 24 In. (600 mm NPS

AWM C509 (1994) Resilient-Seated Gate Val ves for
Wat er Supply Service

AWM C550 (1990) Protective Epoxy Interior
Coatings for Valves and Hydrants

AWM C606 (1997) Grooved and Shoul dered Joints
AMERI CAN VEELDI NG SOCI ETY ( AWS)

AWS D1.1 (1998) Structural Welding Code - Stee
CODE OF FEDERAL REGULATI ONS ( CFR)

29 CFR 1910 Cccupational Safety and Health
St andar ds

MANUFACTURERS STANDARDI ZATI ON SOCI ETY OF THE VALVE AND FI TTI NGS
| NDUSTRY ( MSS)

MSS SP- 25 (1998) Standard Marking System for
Val ves, Fittings, Flanges and Unions

MSS SP-58 (1993) Pi pe Hangers and Supports -
Mat erial s, Design and Manufacture

MSS SP- 69 (1996) Pi pe Hangers and Supports -
Sel ection and Application

MSS SP- 89 (1998) Pi pe Hangers and Supports -
Fabrication and Installation Practices

NATI ONAL ELECTRI CAL MANUFACTURERS ASSOCI ATI ON ( NEMA)

NEMA 250 (1991) Enclosures for Electrica
Equi prent (1000 Vol ts Maxi num

NATI ONAL FI RE PROTECTI ON ASSCOCI ATI ON ( NFPA)
NFPA 49 (1994) Hazardous Chem cal Data
NFPA 325-1 (1994) Fire Hazard Properties of

Fl ammabl e Li qui ds, Gases and Vol atile
Sol i ds



NFPA 704 (1996) Identification of the Fire
Hazards of Materials for Emergency
Response

.2 SYSTEM DESCRI PTI ON

This specification covers the requirenents for above grade liquid
process pipe, pipe supports, fittings, equipnent and accessories
| ocated both inside and outside of treatnent plants.

2.1 Desi gn Requi rement s

Support systens shall be selected and designed within the specified
spans and conponent requirenments. The absence of pipe supports and
details on the contract draw ngs does not relieve the Contractor of
responsibility for sizing and providi ng supports.

. 2.2 Per f ormance Requirenents

The pressure ratings and materials specified represent mnimm

accept abl e standards for piping systens. The piping systens shall be
suitable for the services specified and i ntended. Each piping system
shall be coordinated to function as a unit. Flanges, valves, fittings
and appurtenances shall have a pressure rating no |less than that
required for the systemin which they are installed

.2.2.1 Above Grade Piping Systens

Pi ping systens shall be suitable for design conditions, considering
the piping both with and wi thout internal pressure, and installation
factors such as support spans and ambi ent tenperatures. Consideration
shall be given to all operating and service conditions both interna
and external to the piping systens.

.3 SUBM TTALS

Government approval is required for submittals with a "G' designation
submttals not having a "G' designation are for information only.
VWhen used, a designation followi ng the "G' designation identifies the
office that will review the subnmttal for the Governnment. The
follow ng shall be submitted in accordance with Section 01330

SUBM TTAL PROCEDURES

SD- 02 Shop Drawi ngs
Pi pe and Equi prent; G

Equi prent shop drawi ngs and support system detail draw ngs show ng
pi pi ng systems and appurtenances, such as mechanical joints, valves,
| ocal indicators and hangers, including a conplete list of equipnent
and materials. As-built draw ngs showi ng pipe anchors and gui des,
and | ayout of piping systens relative to other parts of the work

i ncl udi ng cl earances for mai ntenance and operation. As-built piping
and instrunmentation diagrans (P& Ds) identifying and | abeling

equi pnment, instrumentation, valves, drains, and all other inline
devices; if the contract drawi ngs contained P& Ds, the P& Ds found in
the contract draw ngs shall be revised to reflect the constructed
process system as directed by the Contracting O ficer



SD- 03 Product Data
Qualifications;

A statenment certifying that the Contractor has the specified
experi ence.

Wl der s;

The nanes of all qualified welders, their identifying synbols, and
t he qualifying procedures for each welder including support data such
as test procedures used, standards tested to, etc.

Assi stance and Trai ni ng;

A signed statenent certifying that the installation is satisfactory
and in accordance with the contract draw ngs and specifications and
the manufacturer's prescribed procedures and techni ques, upon

conpl etion of the project and before final acceptance.

Del i very, Storage and Handli ng;
Mat eri al safety data sheets;
Mat eri al s and Equi pnent;

Manuf acturer's descriptive and technical literature for each piping
system including design recomendati ons; pressure and tenperature
ratings; dinensions, type, grade and strength of pipe and fittings;
thermal characteristics (coefficient of expansion and thermal
conductivity); and chem cal resistance to each chem cal and chem ca
m xture in the liquid stream

Install ation;

The manufacturer's installation recommendations or instructions for
each material or procedure to be utilized, including materials
preparation.

Pi pe Schedul e;

A list of piping systens, pressure ratings and source of supply for
each piping system broken out by material, size and application as
i ndicated on the contract drawings. A list of any special tools
necessary for each piping system and appurtenances furnished for
adj ust ment, operation, maintenance and di sassenbly of the system

Val ve and Operator Schedule; G

A list of valve materials, pressure ratings, valve operator's
materials, air supply pressure, electrical service, |ocation, source
of supply, and reference identification as indicated in the contract
drawings. A list of any special tools necessary for each val ve type
and appurtenances furnished for adjustment, operation, maintenance
and di sassenbly.

SD- 06 Test Reports



Pi pe Leakage Tests; Hydrostatic Tests; Valve Testing;

Copies of all field test reports within 24 hours of the conpletion of
the test.

SD- 10 Operation and Mi ntenance Data
Pi pi ng, Val ves, and Appurtenances;

Si x copi es each of operation and mai ntenance nmanual s in indexed
bookl et form Operation manuals shall detail the step-by-step
procedures required for specialized startup, operation and shutdown
of piping systenms, and shall include the manufacturer's name, nodel
number, parts list and brief description of piping equiprment such as
val ves and ot her appurtenances and their basic operating features.
Mai nt enance manual s shall list routine mai ntenance procedures and
troubl eshooti ng gui des for the equi pment, and shall include piping

| ayout and val ve | ocations.

.4 QUALI FI CATI ONS
.4.1 Cont r act or

Contractor shall have successfully conpleted at |east 3 projects of
the sane scope and size or larger within the last 6 years. Contractor
shall denpbnstrate specific experience in regard to the system
installation to be perforned.

.4.2 Vel der s

The wel di ng of pressure piping systens shall be in accordance with
qual i fyi ng procedures using performance qualified wel ders and
operators. Procedures and wel ders shall be qualified in accordance
with Section 05093 WELDI NG PRESSURE PI PI NG

.5 GENERAL JOB REQUI REMENTS

Pi ping materi als and appurtenances shall be as specified and as shown
on the drawi ngs, and shall be suitable for the service intended

Pi ping materi al s, appurtenances and equi pnment supplied as part of this
contract shall be new and unused except for testing equipment.
Conponents that serve the sane function and are the sane size shall be
i dentical products of the same manufacturer. The general materials to
be used for the piping systens are indicated by service in the
contract draw ngs.

.5.1 Conponent s

Pi pi ng equi prent and appurtenances shall be new products of equa
material and ratings as the connecting pipe

.5.2 St andard Products

Mat eri al and equi prment shall be the standard products of a

manuf acturer regularly engaged in the manufacturing of the products
and shall essentially duplicate itenms that have been in satisfactory
use for at least 2 years prior to bid opening. Nominal sizes for

st andardi zed products shall be used. Pipe, valves, fittings and



appurtenances shall be supported by a service organization that is, in
the opinion of the Contracting Oficer, reasonably convenient to the
site.

1.5.3 I dentification

Each pi ece of pipe shall bear the ASTM designation and all other
mar ki ngs required for that designation. Valves shall bear a securely
attached tag with the manufacturer's nanme, valve nodel nunber, and

val ve identification permanently displayed and be narked in accordance
with MSS SP-25

1.6 DELI VERY, STORAGE AND HANDLI NG

Mat erials delivered and placed in storage shall be stored with
protection fromthe weat her, excessive humdity variation, excessive
tenperature variation, dirt, dust and/or other contam nants. Proper
protection and care of material before, during and after installation
is the Contractor's responsibility. Any material found to be damaged
shall be replaced at the Contractor's expense. During installation

pi ping shall be capped to keep out dirt and other foreign matter. A
materi al safety data sheet in conformance with 29 CFR 1910 Section
1200(g) shall acconpany each chem cal delivered for use in pipe
installation. At a minimum this includes all solvents, solvent
cenents, glues and other materials that may contain hazardous
conmpounds. Handling shall be in accordance with ASTM F 402. Storage
facilities shall be classified and marked in accordance w th NFPA 704,
with classification as indicated in NFPA 49 and NFPA 325-1. Materials
shall be stored with protection from puncture, dirt, grease, noisture,
mechani cal abrasi ons, excessive heat, ultraviolet (UV) radiation
damage, or other danmage. Pipe and fittings shall be handl ed and
stored in accordance with the manufacturer's recomendation

1.7 PRQIECT/ SI TE CONDI TI ONS
1.7.1 Envi ronnent al Requirenents

Pi pi ng system design, supply and installation shall address the
external corrosion conditions so indicated

1.7.2 Exi sting Conditions
The Contractor shall be responsible for the verification of existing
pi ping and penetrations. Prior to ordering materials, the Contractor
shall verify the size, material, joint types, elevation, horizonta
| ocation, and pipe service of existing pipes, and inspect size and
| ocation of structure penetrations to verify adequacy of wall sl eeves,
and ot her openings before installing connecting pipes.

1.7.3 Verification of Dinmensions
After beconming famliar with all details of the work, the Contractor
shall verify all dinmensions in the field, and shall advise the

Contracting Oficer of any discrepancy before perform ng the work

1.8 MAI NTENANCE



1.8.1 Service

Services for valve systens shall be provided by a manufacturer's
representative who is experienced in the installation, adjustnent and
operation of the equi pnent specified. The representative shal

i nspect the installation, and supervise the adjustnment and testing of
t he equi prent.

1.8.2 Extra Materials

Concurrent with delivery and installation of the specified piping
systems and appurtenances, spare parts for each different item of

mat eri al and equi pnent specified that is recommended by the
manufacturer to be replaced any tine up to 3 years of service shall be
furnished. For each type and size of valve, the follow ng extra

mat eri als shall be provided: lubricator, lubricant (with appropriate
tenperature rating), lubricator/isolating valve; galvanized operating
wrench, 4.1 feet long, for T-handl ed operators. Extra materials shal
include 2 of the followi ng spare parts for each type and size of

val ve: gaskets; Oring seals; all elastonmer parts; and stem packing.

PART 2 PRODUCTS

2.1 CARBON STEEL PI PI NG SYSTEM

2.1.1 Carbon Steel Pipe

2.1.1.1 General Service
Unl ess specified otherw se, carbon steel pipe shall neet the
requi renments of ASTM A 53 seamnl ess, Grade A or APl Spec 5L, Schedul e
40.

2.1.2 Carbon Steel Joints
Carbon steel piping shall be joined by welding fittings or flanges
neeting the requirenents of AWM C606. Dielectric fittings or
isolation joints shall be provided between all dissimlar netals.

2.1.3 Carbon Steel Fittings
Fittings shall be cast nmlleable iron or carbon steel. Were cast
fittings are not avail able, segnental welded steel fittings, ASTM A

53, Grade B, neeting the requirenents of manufacturer's recomrended
wal | thickness shall be fabricated.

2.1.3.1 Threaded Fittings Arend 0003

2.1.3.2 Wel ding Fittings



Welding fittings shall be butt-welding or socket-welding. Welding
fittings shall be forged steel, ASTM A 105/ A 105M Cl ass 150 conform ng
to ASME B16.9 and ASME B16. 28, or ASME B16. 11.

.1.3.3 Fl anged Fittings

The internal dianeter bores of flanges and flanged fittings shall be
the sane as that of the associated pipe. The flanges shall be wel ding
neck, socket wel ding, or |apped type. Flanges and flanged fittings
shal |l be forged steel, ASTM A 105/ A 105M faced and drilled to ASME
B16.5 Class 150 with a 0.0625 inch raised face. For tie-into

exi sting flanges, the Contractor shall field check existing flanges
for non-standard bolt hole configurations and shall design as required
to assure new pipe and flange mate properly. Bolting shall be alloy-
steel ASTM A 193/ A 193M Grade B5 or B7 hex head bolts and ASTM A 194/ A
194M Grade 3 or 8N hex head nuts. Wen nating flange on val ves or

equi pnent is cast iron, ASTM A 193/ A 193M Grade B8 Class 1 bolts and
ASTM A 194/ A 194M Grade 8 heavy hex head nuts shall be used. Bolts
shal | be provided with washers of the sane material as the bolts.
Gaskets shall neet the requirenents of ASME B16.5. Nonnetallic
gaskets shall conformto ASME B16.21 and be a meximum 0.125 in. thick
chl or oprene rubber, durometer hardness No. 80, 1,500-psi m nimum
tensile strength, 125 percent mninmum el ongation, flat ring type for
use with raised face fl anges.

.4 VALVES
.4.1 Requirements For Valves

Val ves shall include electric operator and controls, actuator,
handwheel , fl oor stand, worm and gear operator, operating nut, stem
and stem gui des, wench, and all other accessories required for a
conpl ete operation. The valves shall be suitable for the intended
service. Renewable parts are not to be of a |ower quality than those
speci fied. Valves shall be the same size as adjoining pipe. Valve
ends shall be conpatible with adjacent piping system An operator
shal |l be sized to operate the associated valve for the full range of
pressures and velocities. Valves will open by turning

countercl ockwi se. Operators, actuators, and accessories shall be
factory nount ed.

.4.2 Val ve Schedul e

Requirenents relative to this paragraph are shown on the contract
dr awi ngs.

.4.3 Factory Finishing

Val ves shall have an epoxy lining and coating in accordance with AWM
C550 unl ess otherw se specified. The epoxy shall be either a two-part
liquid material or a heat-activated (fusion) material except that only
a heat-activated material shall apply if a valve coating is specified
as "fusion" or "fusion bonded" epoxy. The epoxy lining and coating
shall have a minimum (7.0 mls) dry filmthickness except where it is
limted by valve operating tol erances. Exposed valves shall be
finished in accordance with Section 65 PAI NTI NG GENERAL



2.

2.

2.

2.

4.4 Kni fe Gate Val ves Arend 0003

4.4.1 General Service Knife Gate Val ves

General service gate valves shall conformto the follow ng:

Kni fe gGate val ves—2-5-inches—andlarger—~ —shall have stainless

steel bodies with Ni-resistant stainless steel trimor carbon
steel bodies. Valves shall meet the requirenments of AWM C500 or
AWM C509 and have Class 150 flanged end connections. Bonnet
shall be a NRS Bolted type. Discs shall be knife type of
stai nl ess steel construction, and have rising stems. Valves
shall be rated for 100-psig service. Valves shall be equi pped
wi t h handwheel or electrically actuated operators with manual
overri de handwheel

4.5 Operators
4.5.1 Oper at or Schedul e

Requi rements relative to this paragraph are shown on the contract
dr awi ngs.

.4.5.2 Manual Oper at or

The force in a manual operator shall not exceed 39.3 pound under any
operating condition, including initial breakaway. The operator shal
be equi pped with gear reducti on when force exceeds 39.3 pound. The
manual operator shall be a self-locking type or shall be equipped with
a self-locking device. A position indicator shall be supplied on
quarter-turn valves. Wrm and gear operators shall be a one-piece
design with worm gears of gear bronze material. Wrmshall be

har dened all oy steel with the thread ground and polished. Traveling
nut type operators shall have threader steel reach rods with an
internally threaded bronze or ductile iron nut.

Exposed Operators. Exposed operators shall have gal vani zed and
pai nt ed handwheels. Cranks shall be supplied on gear type operators.
If located off of the operator floor, chain wheel operator with

ti ebacks, extension stem floor stands, and other accessories shall be
provided to permit operation from nnornal operation |level. Valve
handl es shall be capabl e of padl ocki ng, and wheels shall be | ockable
with a chain and padl ock

.4.5.3 El ectric Operator

El ectric operators shall be provided conplete with actuators, |oca
push button station, three buttons (OPEN STOP CLOSE) two |ights (GREEN
for local and RED for Renpte) and three-position selector switch
(LOCAL OFF REMOTE), | ocal position indicator potentioneter and
accessories. The actuators shall operate on 460 VAC, 3PH with a 75
percent duty cycle and shall be equi pped with an AC thermal overl oad
protector with automatic rest, reversing (bi-directional) operation
for use with quarter-turn valves, or rotating equi pnment to ful
rotation. Gearing shall be a two-stage planetary, permanently
lubricated self-locking gear train with self-lubricating bearings;
connections via male output staff. The start-up torque shall be 120



foot-pound. The stall torque shall be 150 foot-pound. Two trave

stop limt switches with cans, internal, independent, adjustable, and
actuated by canms shall be nounted on the drive shaft. A side nounted
hand turn wheel shall be provided for a nmanual override. The
actuators shall have a NEMA 250 Type 4 enclosure with a corrosion

resi stant, baked epoxy finish as standard. The actuator shall operate
in a tenperature range of -40 to 150 degrees F. Actuators shall fai
in last position unless otherwi se indicated. Electric operators shal
be furnished with features noted. Limit switches shall be provided on
all actuators. Electric valve operator shall be Limtorque nodel L120
or approved equal. In addition, operator shall be provided with
nmounting adaptation to fit existing floor nount manufactured by Crane

a. Limt Switches. Limt switches shall be single-pole,
doubl e-t hrow (SPDT) type, rated 10 anps at 120 volts ac,
housed in a NEMA 250 Type 4 enclosure, and adjustable for
open and cl osed val ve positions.

b. Positioners. The positioners for nmodul ati ng actuators
shall control valve positions as a function of the input
signals. Position indicator shall be a potentioneter.
Corrosion-resi stant encl osures for positioners shall be
spl ash-and noi sture-proof with gasketed covers.

.4.6 Val ve Accessories
.4.6.1 Taggi ng

Identification tags made of stanped stainless steel indicating service
and val ve nunber shown on the contract draw ngs shall be installed on
val ves using No. 12 AWG copper wire, stainless steel wire, or chrone-
pl at ed beaded chain. Tags shall be 1.375-inch mnimum di aneter.

I ndentations shall be black for reading clarity.

.5 M SCELLANEQUS PI PI NG COMPONENTS
.5.1 I ndi cating Devices
.5.1 Expansi on Joints

The Contractor shall provide all structural work and equi pnent
required to control expansion and contraction of piping. The
Contractor shall verify that the anchors, guides, and expansion joints
provi ded, adequately protect the piping systens.

.5.1.1 Expansi on Joint for Metallic Pipe

The expansion joint shall be a single slip type with stainless stee
wetted materials of construction. The expansion joint shall be sized
to match the associated piping. The nmaxi num al | owabl e wor ki ng
pressure shall be 150 psig at 120 degrees F. The expansion joint
shall be sized for a maxi mum axi al conpressing deflection of 3 inches,
a lateral nmovenent of 0.5 inches and an angul ar rotation of 15
degrees. End connections shall be as specified for the associated

pi pe joints. Required accessories for a conplete assenbly shall be
provi ded.



2.

6 Pl PE SUPPORTS AND PENETRATI ONS

Auxiliary steel shall be provided by the Contractor where the support
of piping systenms and equi pnment is required between buil ding
structural elenents. Light gauge and structural steel shapes shal
conformto the requirenents of ASTM A 36/ A 36M The Contractor shal
have the option to use pre-engi neered support systens of stainless
steel products. However, a mxture of support system manufacturers
products is not permitted

.6.1 Pi pe Supports

Pi pe supports shall conformto the requirenments of MSS SP-58, MsSS SP-
69, and MSS SP-89. \Were pipe supports contact bare piping or in-line
devi ces, provide supports of conpatible material so that neither shal
have a deteriorating action on the other.

.6.1.1 Bracket s

VWere piping is run adjacent to walls or steel colums, the Contractor
shall provide wel ded brackets, pre-punched with a m ni num of two
fastener hol es.

.6.1.2 O fset Pipe Canp

Where pipes are indicated as offset fromwall surfaces, a double-Ileg
desi gn two-pi ece pipe clanp shall be supplied by the Contractor

.6.2 Pi pe Cuides

For piping, alignnment guides shall be gal vani zed steel or stainless
steel, roller type guides.

PART 3 EXECUTI ON

3.

3.

1 PREPARATI ON
1.1 Protection
Pi pe and equi prent openings shall be closed with caps or plugs during

installation. Equipnent shall be protected fromdirt, water, and
chem cal or nmechani cal danmmage.

1.2 System Preparation

.1.2.1 Pi pe and Fittings

Pipe and fittings shall be inspected before exposed piping is
installed. The Contractor shall clean the ends of pipes thoroughly,
renove foreign matter and dirt frominside of pipes, and keep piping
cl ean during and after |aying

.1.2.2 Damaged Coati ngs

The Contractor shall repair damaged coating areas in the field with
mat erial equal to the original coating. The Contractor shall not
install danaged piping materials.



3.1.2.3 Fi el d Fabrication

The Contractor shall notify the Contracting Oficer at |east 2 weeks
prior to the field fabrication of pipe or fittings and at |east 3 days
prior to the start of any surface preparation or coating application
work. Field welding shall be perforned in accordance with Section
05093 WELDI NG PRESSURE PI PING. Wel di ng el ectrodes shall be provided
in accordance with Table 4.1 of AWs D1.1 as required for the
appl i cabl e base nmetals and wel di ng process. Fabrication of fittings
shal | be performed in accordance with the manufacturer's instructions.

3.2 EXPOSED PI PI NG | NSTALLATI ON

Exposed piping shall be run as straight as practical along the

al i gnnent shown on the contract drawings and with a m ni rum of joints.
Pi pi ng and appurtenances shall be installed in conformance with

revi ewed shop draw ngs, manufacturer's instructions and ASME B31. 3

Pi ping shall be installed without springing or forcing the pipe

3.2.1 Anchors and Fasteners

| npact expansion (hammer and expl osive charge drive-type) anchors and
fastener systens are not acceptable. Lead shields, plastic or fiber
inserts, and drilled-in plastic sleeve/nail drive systens are al so not
accept abl e

3.2.1.1 Drilled-1n Expansion Anchors and Fasteners

Anchors shall be designed to accept both nachine bolts and/or threaded
rods. Such anchors shall consist of an expansion shield and expander
nut contained inside the shield. The expander nut shall be fabricated
and designed to clinb the bolt or rod thread and sinul taneously expand
the shield as soon as the threaded item while being tightened,
reaches, and bears against the shield bottom The shield body shal
consi st of four legs; the inside of each shall be tapered toward
shield bottom (or nut end). The end of one |leg shall be el ongated and
turned across shield bottom The outer surface of shield body shal

be ribbed for grip-action. The expander nut shall be of square design
with sides tapered inward frombottomto top. The anchor materials of
construction shall be TP304 stainless steel of 43,541-psi m ni num
tensile strength. Fasteners shall be nmachine bolts for use with above
anchors; nuts and washers shall conformto ASTM A 194/ A 194M  The
anchor |ength, dianeter, and enbednent depth shall neet the

manuf acturer's requirenments for the maxi num al |l owabl e worki ng | oad of
the application. The anchor/fastener assenbly shall be UL listed with
a one-piece stud (bolt) that has integral expansion wedges, nuts and
washers. The stud shall be constructed of TP304 stainless steel, and
nut and washer of TP304 stainless steel. The anchor |ength, dianeter,
and enbednent depth shall neet the manufacturer's requirenents for the
maxi nrum al | owabl e working | oad of the application

3.2.2 Pi pi ng Expansi on Provi sions
The piping shall be installed to allow for thermal expansion resulting

fromthe difference between installations and operating tenperatures.
Anchors shall be installed as shown in the contract draw ngs to



wi t hstand expansion thrust |oads and to direct and control therma
expansion. An internediate pipe guide shall be installed for every
pi pe at each netal channel fram ng support not carrying an anchor or
al i gnment gui de. \Where pipe expansion joints are required, pipe

al i gnnent gui des shall be installed adjacent to the expansi on device
and within four pipe dianeters. Expansion devices shall be installed
in accordance with the manufacturer's instructions and at the

| ocati ons shown in the contract draw ngs.

. 2.3 Piping Flexibility Provisions

Fl exi bl e couplings and expansion joints shall be installed at
connections to equi pnent, and where shown on the contract draw ngs.
Addi tional pipe anchors and fl exi ble couplings beyond those shown on
the contract drawi ngs shall be provided to facilitate piping
installation, in accordance with revi ewed shop draw ngs.

. 2.4 Coupl i ngs, Adapters and Service Saddl es

Pi pes shall be thoroughly cleaned of oil, scale, rust, and dirt in
order to provide a clean seat for gaskets. Gaskets shall be w ped
clean prior to installation. Flexible couplings and flanged coupling
adapter gaskets shall be lubricated with the manufacturer's standard
| ubricant before installation on the pipe ends. Couplings, service
saddl es, and anchor studs shall be installed in accordance with

manuf acturer's instructions. Bolts shall be tightened progressively,
drawi ng up bolts on opposite sides a little at a tine until all bolts
have a uniformtightness. Torque-limting wenches shall be used to
ti ghten bolts.

.2.5 Pi pi ng Equi pnent/ Conponent Installation

Pi pi ng conponents and indicators shall be installed in accordance with
manuf acturer's instructions. Required upstream and downstream

cl earances, isolation valves, and m scell aneous devi ces shall be
provided for an operable installation

.2.5.1 Local Indicators

All direct-reading indicator devices and pressure gauges shall be
installed so that they can be easily read fromfloor |level, and are
readily accessi ble for nmintenance and service. Pressure gauges shal
be installed where indicated in the contract drawings. Field
calibration of all indicators shall be perforned at tine of
installation to ensure neasuring and readi ng accuracy.

. 2.6 Pi pe Fl anges

Pi pe flanges shall be set level, plunb, and aligned. Flanged fittings
shall be installed true and perpendicular to the axis of the pipe

The bolt holes shall be concentric to the centerline of the pipe and
shall straddle the vertical centerline of the pipe

2.7 Val ve Locati ons

Val ves shall be located in accordance with the contract draw ngs where
actuators are shown.



3.2.8 Pi pe Tap Connecti ons

Taps to pipe barrels are unacceptable. Taps to steel piping shall be
made only with a wel ded threadol et connection

3.3 EXTERNAL CORROSI ON PROTECTI ON

Protect all pipe and piping accessories from corrosion and adverse
envi ronnental conditions.

3.3. 1. Ferrous Piping

Shop prinmed surfaces shall be touched up with ferrous netal priner.
Surfaces that have not been shop prined shall be solvent cleaned
Surfaces that contain |oose rust, nmll scale or other foreign

subst ances shall be nechanically cl eaned by power wire brushing and
primed with a ferrous netal prinmer. Prinmed surfaces shall be finished
in accordance with Section 09965 PAI NTI NG HYDRAULI C STRUCTURES

3.5 FLEXI BLE JO NTS AT CONCRETE STRUCTURES

Fl exi bl e joints shall be provided at the face of all structures,

whet her or not shown on the contract drawi ngs. Mechanical joints,
flexible couplings, and proprietary restrained ductile iron pipe
joints shall be considered flexible joints; welded pipe joints shal
not. Joints may be flush with the structure face or may be | ocated up
to 1 pipe dianmeter away from face, but not further than 17.7 inches
away from face

3.6 CLOSURES

Cl osure pieces shall be installed as necessary to end pipe runs and
shal |l conformto ASME B16.9 or ASME B16.11. El astoner sleeves bonded
to pipe ends are not acceptable. Pressure piping shall have cl osures
of blind flanges or plain end pieces, with thickness matching the
nonmi nal wall thickness of the associated pipe, mounted on double

fl exi bl e couplings, unless otherwi se shown on contract draw ngs or
approved by the Contracting O ficer

3.7 VALVE | NSTALLATI ON

Fl anged val ve bolt holes shall be installed so as to straddle the
vertical centerline of pipe. Flanged faces shall be cleaned prior to
inserting the gasket and bolts, and then the nuts shall be tightened
progressively and uniformy

3.7.1 Val ve Orientation

The operating stemof a nmanual valve shall be installed in a vertica
position.

3.8 Pl PI NG SUPPORT SYSTEMS | NSTALLATI ON

The absence of pipe supports and details on the contract draw ngs
shall not relieve the Contractor of responsibility for sizing and
provi di ng supports.



3.

3.

8.1 General Support Requirenents

Pi pe support systens shall neet the requirenents of MSS SP-58
Contractor-desi gned and sel ected support systens shall be installed in
accordance with MSS SP-69, and as specified herein. Piping
connections to equi pnent shall be supported by pipe supports and not
of f the equipnment. Large or heavy valves, fittings, and/or equipnent
shall be supported independently of associated piping. Pipes shal

not be supported off other pipes. Supports shall be provided at

pi pi ng changes in direction or in elevation, adjacent to flexible
joints and couplings, and where otherw se shown on the contract

drawi ngs. Pipe supports and hangers shall not be installed in

equi pnment access areas. Existing support systens nmay be used to
support additional new piping only if the Contractor can denobnstrate
that the existing support systens are adequate for the additiona

| oads, or if the existing systens are strengthened to support the
additional | oads. Pedestal type pipe supports shall be provided under
base fl anges adjacent to rotating equi pment and where required to

i solate vibration. Lateral supports shall be installed at all changes
in direction.

.8.2 Support Met hods

Pi pi ng support shall be provided as specified and as shown in the
contract drawi ngs. Vertical piping shall be supported by wal
brackets, base el bows, or riser clanps on floor penetrations.

.9 FI ELD QUALI TY CONTROL

. 9.1 Pi pe Leakage Tests

Unl ess approved by the Contracting Oficer, |eakage testing shall be
conducted after the pressure tests have been satisfactorily conpl eted
The duration of each | eakage test shall be at |east 2 hours, and
during the test the piping shall be subjected to not |ess than 100
psig pressure. Leakage is defined as the quantity of the test |iquid,
water, that is supplied to the piping system or any valved or
approved section thereof, in order to maintain pressure within 5 ps

of the specified | eakage test pressure after the piping has been
filled with the test liquid and all air is expelled. No piping
installation will be accepted if | eakage exceeds the all owabl e | eakage
deternmined by the followi ng forrmula

Cf x Nx Dx PO.5

conversion factor = 0.0001351

al I owabl e | eakage, gallons per hour

nunber of joints in the Iength of piping tested
nom nal pipe dianeter, inches

average test pressure during the test, psig.

'UUZI_QI_

Shoul d any test disclose | eakage greater than that allowed, the |eaks
shall be located and repaired until the |leakage is within the
speci fied all owance, without additional cost.

9.2 Testing New to Existing Connections



New pi pi ng connected to existing pipe and existing equi pment shall be
tested. The Contractor shall isolate the new piping with pipe caps,
spectacle blinds, or blind flanges. The joint between new piping and
exi sting piping shall be tested by nethods that do not place the
entire existing systemunder the test load. The Contractor shall then
proceed with the testing of new piping systens as specified herein

.9.3 Val ve Testing

Val ves may either be tested while testing pipelines, or as a separate
step. It shall be denonstrated that val ves open and cl ose snoothly

wi th operating pressure on one side and atnospheric pressure on the
other, and in both directions for two-way val ve applications. The
Contractor shall count and record the nunber of turns required to open
and cl ose each valve, and account for any discrepancies with

manuf acturer's data.

.10 FI NAL CLEANI NG

.10.1 I nterim Cl eaning

The Contractor shall prevent the accunul ation of weld rod, weld
spatter, pipe cuttings and filings, gravel, cleaning rags, and other
foreign material within piping sections during fabrication. The

pi ping shall be exanined to assure renoval of these and other foreign
obj ects prior to assenbly and installation.

End of Section --



Solicitation No. W127S-05-B-0004
Amend 0003, Encl 5

SECTI ON 16415
ELECTRI CAL WORK, | NTERI OR
PART 1 GENERAL
1.1 REFERENCES
The publications listed below forma part of this specification to the
extent referenced. The publications are referred to in the text by basic
desi gnation only.
AMERI CAN NATI ONAL STANDARDS | NSTI TUTE ( ANSI)
ANS| C37.16 (2000) Low Vol tage Power Circuit Breakers and
AC Power Circuit Protectors - Preferred
Ratings, Related Requirenents, and
Appl i cati on Recomrendati ons
ANS| C57.12.70 (1978; R 1993) Term nal Markings and
Connections for Distribution and Power
Transforners
AMERI CAN SCCI ETY FOR TESTI NG AND MATERI ALS (ASTM
ASTM B 1 (1995) Hard-Drawn Copper Wre

ASTM B 8 (1999) Concentric-Lay-Stranded Copper
Conductors, Hard, Medium Hard, or Soft

ASTM D 4059 (1996) Anal ysis of Polychlorinated Bi phenyls
in Insulating Liquids by Gas Chronmatography

ASTM D 709 (2000) Lami nated Thernosetting Materials
I NSTI TUTE OF ELECTRI CAL AND ELECTRONI CS ENG NEERS (| EEE)
| EEE C37. 13 (1990; R 1995) Low Voltage AC Power Circuit
Breakers Used in Encl osures

| EEE C57. 13 (1993) Instrunment Transformers

| EEE C62. 41 (1991; R 1995) Surge Voltages in Low Voltage
AC Power Circuits

| EEE Std 242 (1986; R 1991) Recommended Practice for
Protection and Coordi nation of Industrial and
Comer ci al Power Systens

| EEE Std 399 (1997) Reconmended Practice for Industrial
and Commerci al Power Systens Anal ysis
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NATI ONAL ELECTRI CAL MANUFACTURERS ASSOCI ATI ON ( NEMA)

NEMA 250 (1997) Enclosures for Electrical Equipment
(1000 Volts Maxi num)

NEMA AB 1 (1993) Mol ded Case Circuit Breakers and
Mol ded Case Switches

NEMA BU 1 (1994) Busways

NEMA FU 1 (1986) Low Voltage Cartridge Fuses

NEMA | CS 1 (1993) Industrial Control and Systens

NEMA | CS 6 (1993) Industrial Control and Systens,

Encl osur es

NEMA OS 1 (1996) Sheet-Steel Qutlet Boxes, Device
Boxes, Covers, and Box Supports

NEMA VWD 1 (1999) General Requirenents for Wring
Devi ces
NEMA WD 6 (1997) Wring Devices - Dinensiona

Requi rement s
NATI ONAL FI RE PROTECTI ON ASSCCI ATI ON ( NFPA)
NFPA 101 (2000) Life Safety Code
NFPA 70 (2002) National Electrical Code

UNDERWRI TERS LABORATORI ES (UL)

uL 1 (2000) Flexible Metal Conduit
UL 1004 (1994; Rev thru Nov 1999) Electric Mtors
UL 1010 (1995; Rev thru Mar 1999) Recept acl e- Pl ug

Conbi nati ons for Use in Hazardous
(Classified) Locations

UL 1449 (1996; Rev thru Dec 1999) Transient Voltage
Sur ge Suppressors

UL 1660 (2000) Liquid-Tight Flexible Nonnetallic
Condui t

UL 198G (1988; Rev May 1988) Fuses for Supplenmentary

Overcurrent Protection Use

UL 360 (1996; Rev thru Oct 1997) Liquid-Tight
Fl exi bl e Steel Conduit

UL 44 (1999) Thernoset-Insulated Wres and Cabl es
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UL 467 (1993; Rev thru Apr 1999) G ounding and
Bondi ng Equi pnent

UL 486A (1997; Rev thru Dec 1998) Wre Connectors and
Sol dering Lugs for Use with Copper Conductors

UL 486C (1997; Rev thru Aug 1998) Splicing Wre
Connectors

UL 486E (1994; Rev thru Feb 1997) Equi pnent Wring
Terminals for Use with Al um num and/ or Copper
Conductors

UL 489 (1996; Rev thru Dec 1998) Ml ded-Case Circuit
Br eakers, Mol ded-Case Switches, and Circuit-
Br eaker Encl osures

UL 50 (1995; Rev thru Nov 1999) Encl osures for
El ectrical Equi pnent

UL 508 (1999) Industrial Control Equipnent

UL 514A (1996; Rev Dec 1999) Metallic Qutlet Boxes

UL 514B (1997; Rev Cct 1998) Fittings for Cable and
Condui t

uL 797 (1993; Rev thru Mar 1997) Electrical Metallic
Tubi ng

UL 6 (1997) Rigid Metal Conduit

UL 651 (1995; Rev thru Cct 1998) Schedule 40 and 80

Ri gi d PVC Conduit

UL Elec Const Dir (1999) Electrical Construction Equi pnent
Directory

.2 GENERAL

2.1 Rul es

The installation shall conformto the requirenments of NFPA 70 and NFPA 101,
unl ess nore stringent requirenments are indicated or shown.

. 2.2 Coor di nati on

The drawi ngs indicate the extent and the general |ocation and arrangenent of
equi pnent, conduit, and wiring. The Contractor shall becone famliar with
all details of the work and verify all dinmensions in the field so that the
equi pnent shall be properly located and readily accessible. |f any
conflicts occur necessitating departures fromthe draw ngs, details of and
reasons for departures shall be submitted and approved prior to inplenenting
any change. The Contractor shall coordinate the electrical requirenents of
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the nechani cal work and provide all power related circuits, wring, hardware
and structural support, even if not shown on the draw ngs.

.2.3 Speci al Environnments
.2.3.1 Weat her proof Locati ons

Wring, Fixtures, and equi pnent shall conformto NFPA 70 requirenments for
installation in danp or wet |ocations.

.2.4 St andard Products

Materi al and equi pnent shall be a standard product of a manufacturer

regul arly engaged in the manufacture of the product and shall essentially
duplicate itens that have been in satisfactory use for at |east 2 years
prior to bid opening.

.2.5 Namepl at es
.2.5.1 Identification Nanepl ates

Major itens of electrical equipnment and nmgj or conponents shall be
permanently marked with an identification nane to identify the equi pnent by
type or function and specific unit nunber as indicated. Designation of
notors shall coincide with their designation in the notor control center or
panel. Unless otherw se specified, identification nanmeplates shall be nade
of lami nated plastic in accordance with ASTM D 709 with bl ack outer |ayers
and a white core. Edges shall be chanfered. Plates shall be fastened with
bl ack-fini shed round-head drive screws, except notors, or approved
nonadhesi ve netal fasteners. When the naneplate is to be installed on an

i rregul ar-shaped object, the Contractor shall devise an approved support
suitable for the application and ensure the proper installation of the
supports and naneplates. 1In all instances, the naneplate shall be installed
in a conspicuous |location. At the option of the Contractor, the equi pnent
manuf acturer's standard enbossed nameplate material with black paint-filled
letters may be furnished in lieu of |am nated plastic. The front of each
panel board, notor control center, switchgear, and sw tchboard shall have a
nanmepl ate to indicate the phase letter, corresponding col or and arrangenent
of the phase conductors. The follow ng equipnent, as a mninmm shall be
provided with identification nanepl ates:

M nimum 1/ 4 i nch M ni mum 1/ 8 i nch
Hi gh Letters Hi gh Letters
Panel boar ds Control Devices

Juncti on box
Val ve actuator operating nechani sm

Each panel, section, or unit in notor control centers, switchgear or simlar
assenblies shall be provided with a naneplate in addition to nanepl ates
listed above, which shall be provided for individual conpartments in the
respective assenbly, including nanmepl ates which identify "future," "spare,"
and "dedi cated" or "equi pped spaces."
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2.6 As-Bui |t Draw ngs

Fol I owi ng the project conpletion or turnover, within 30 days the Contractor
shall furnish 2 sets of as-built drawings to the Contracting O ficer

.3 SUBM TTALS

Governnment approval is required for submittals with a "G' designation
subnmttals not having a "G' designhation are for information only. \When
used, a designation followi ng the "G' designation identifies the office that
will reviewthe submttal for the Governnent. The follow ng shall be
submitted in accordance with Section 01330 SUBM TTAL PROCEDURES

SD- 02 Shop Drawi ngs
Interior Electrical Equipnent; G

Detail draw ngs consisting of equipnment draw ngs, illustrations, schedul es,
i nstructions, diagrams, and other information necessary to define the
installation. Detail drawi ngs shall show the rating of itens and systens
and how the conponents of an item and system are assenbl ed, function
together, and how they will be installed on the project. Data and draw ngs
for conponent parts of an item or system shall be coordinated and submtted
as a unit. Data and draw ngs shall be coordinated and included in a single
subnmission. Miltiple subm ssions for the same equi pmrent or system are not
accept abl e except where prior approval has been obtained fromthe
Contracting Officer. 1In such cases, a list of data to be submitted | ater
shall be included with the first submi ssion. Detail draw ngs shall show
physi cal arrangement, construction details, connections, finishes,

mat erials used in fabrication, provisions for conduit or busway entrance,
access requirenents for installation and maintenance, physical size,

el ectrical characteristics, foundation and support details, and equi pment
wei ght. Drawi ngs shall be drawn to scale and/or di mensioned. Optiona
itenms shall be clearly identified as included or excluded. Detail draw ngs
shall as a m ni mum i ncl ude:

a. Panel boards

b. Valve actuator operating nmechani sm

c. Existing punp control distribution pane
d. Conduit system

e. Single line electrical diagrans including primary, netering,
sensing and rel aying, control wiring, and control |ogic.

f. Sway bracing for suspended conduit.

Structural drawi ngs showi ng the structural or physical features of ngjor
equi pnent itens, conmponents, assenblies, and structures, including
foundati ons or other types of supports for equi pnent and conductors.

These drawi ngs shall include accurately scal ed or di nensioned outline and
arrangenent or |ayout draw ngs to show the physical size of equipnment and
conmponents and the relative arrangenent and physical connection of related
conmponents. Weights of equi prment, conponents and assenblies shall be
provi ded when required to verify the adequacy of design and proposed
construction of foundations or other types of supports. Dynam c forces
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shall be stated for switching devices when such forces nmust be considered
in the design of support structures. The appropriate detail draw ngs
shal | show the provisions for |eveling, anchoring, and connecting al
items during installation, and shall include any recomrendati ons nmade by
t he manufacturer.

El ectrical draw ngs including single-line and three-line diagrans, and
schematics or elenentary diagrans of each electrical systen interna
wiring and field connection diagrans of each electrical device when
publ i shed by the manufacturer; wiring diagrans of cabinets, panels, units,
or separate nountings; interconnection diagrans that show the wiring

bet ween separate conmponents of assenblies; field connection diagrans that
show the term nation of wiring routed between separate itens of equipnent;
internal wiring diagrans of equi pnment showing wiring as actually provided
for this project. Field wiring connections shall be clearly identified.

If departures fromthe contract drawi ngs are deened necessary by the
Contractor, conplete details of such departures, including changes in
rel ated portions of the project and the reasons why, shall be subnitted
with the detail drawi ngs. Approved departures shall be nade at no
additional cost to the Governnent.

SD- 03 Product Data
Manuf acturer's Catal og;

Dat a conposed of catal og cuts, brochures, circulars, specifications,
product data, and printed information in sufficient detail and scope to
verify conmpliance with the requirenents of the contract docunents.

Manuf acture’s catal og shall include val ve actuator operating mechani sm and
panel boar d.

Mat eri al and Equi prent, Lists;
A conplete itemi zed listing of equipment and materials proposed for
i ncorporation into the work. Each entry shall include an item nunber, the
gquantity of items proposed, and the name of the manufacturer of each item
Installation Procedures;
Installation procedures for rotating equi pnent, valve operating nmechani sm

Procedures shall include diagrans, instructions, and precautions required
to install, adjust, calibrate, and test devices and equi pnent.

As-Bui |t Draw ngs;

G- Arend 0003

Onsite Tests; G

A detailed description of the Contractor's proposed procedures for on-site
tests.

SD- 06 Test Reports
Factory Test Reports; G
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Si x copies of the information described belowin 216 x 280 nm (8 1/2 x 11
i nch) binders having a minimumof 5 rings fromwhich material my readily
be removed and repl aced, including a separate section for each test.
Sections shall be separated by heavy plastic dividers with tabs.

a. A list of equipnent used, with calibration certifications.

b. A copy of neasurenents taken.

c. The dates of testing.

d. The equi pment and values to be verified.

e. The conditions specified for the test.

f. The test results, signed and dat ed.

g. A description of adjustnents nade.

SD-07 Certificates
Materi al s and Equi pnent;

The | abel or listing of the Underwriters Laboratories, Inc., will be
accepted as evidence that the naterials or equi pnent conformto the
applicabl e standards of that agency. 1In lieu of this label or listing, a

statenent froma nationally recognized, adequately equi pped testing agency
indicating that the itens have been tested in accordance with required
procedures and that the materials and equi pmrent conmply with all contract
requirements will be accepted. However, materials and equi pnent installed
i n hazardous | ocations nmust bear the UL | abel unless the data submtted
fromother testing agency is specifically approved in witing by the

Contracting Officer. |Itens, which are required to be listed and | abeled in
accordance with Underwiters Laboratories, nust be affixed with a UL | abe

that states that it is UL listed. No exceptions or waivers will be granted
to this requirement. Materials and equipnent will be approved based on the

manuf acturer's published dat a.

For other than equi pnment and materials specified to conformto UL
publications, a manufacturer's statement indicating conplete conpliance
with the applicable standard of the American Society for Testing and
Material s, National Electrical Manufacturers Association, or other
comercial standard, is acceptable.

1.4 WORKMANSHI P

Mat eri al s and equi pnent shall be installed in accordance with NFPA 70,
recommendati ons of the manufacturer, and as shown.

PART 2 PRODUCTS

Products shall conformto the respective publications and other requirenents
speci fied below. Materials and equi pnent not |isted bel ow shall be as

speci fied el sewhere in this section. |Itens of the same classification shal
be identical including equipnment, assenblies, parts, and conponents.
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.1 CABLES AND W RES

Conductors No. 8 AWG and | arger dianeter shall be stranded. Conductors No
10 AWG and snal | er dianeter shall be solid, except that conductors for
renote control, alarm and signal circuits, classes 1, 2, and 3, shall be
stranded unl ess specifically indicated otherwi se. Conductor sizes and
anpacities shown are based on copper, unless indicated otherw se. [Al
conductors shall be copper

.11 Equi pnent Manuf acturer Requirements

VWhen manufacturer's equi pnent requires copper conductors at the terninations
or requires copper conductors to be provided between conponents of

equi pnment, provide copper conductors or splices, splice boxes, and other
work required to neet manufacturer's requirenents.

.1.2 Al um num Conduct ors
Al um num conductors shall not be used
.1.3 I nsul ati on

Unl ess indicated otherwi se, or required by NFPA 70, power w res shall be
600-volt, Type THWN, THHN, or THWconform ng to UL 83 except that grounding
wire may be type TWconformng to UL 83; renpte-control and signal circuits
shall be Type TW THWor TF, conform ng to UL 83

.1.4 Bondi ng Conduct ors

ASTM B 1, solid bare copper wire for sizes No. 8 AWG and snual |l er dianeter;
ASTM B 8, Class B, stranded bare copper wire for sizes No. 6 AWG and | arger
di anet er.

.1.5 M neral - | nsul at ed, WMetal - Sheat hed Cabl e

UL listed NFPA 70, type M cable. Sheathing containing asbestos fibers
shal | not be used

.2 Cl RCUI T BREAKERS
2.1 MOLDED- CASE Cl RCUI T BREAKERS

Mol ded-case circuit breakers shall conformto NEMA AB 1 and UL 489and UL
877for circuit breakers and circuit breaker encl osures |ocated in hazardous
(classified) locations. Circuit breakers may be installed in panel boards,
swi t chboards, enclosures, notor control centers, or conbination nptor
controllers

.2.1.1 Construction

Circuit breakers shall be suitable for mounting and operating in any
position. Lug shall be listed for copper and al um num conductors in
accordance with UL 486E. Single-pole circuit breakers shall be full nodule
size with not nore than one pole per nodule. Milti-pole circuit breakers
shall be of the conmon-trip type having a single operating handle such that
an overload or short circuit on any one pole will result in all poles
openi ng sinmultaneously. Sizes of 100 anperes or |ess may consist of single-
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pol e breakers permanently factory assenbled into a nulti-pole unit having an
i nternal, mechanical, nontanperable common-trip nechani sm and externa

handl e ties. All circuit breakers shall have a quick-make, quick-break
overcenter toggle-type nechanism and the handl e nechani sm shall be trip-
free to prevent holding the contacts closed against a short-circuit or

sustai ned overload. All circuit breaker handles shall assunme a position
between "ON' and "OFF" when tripped automatically. All ratings shall be
clearly visible. Series rated breakers are not acceptable

.2.1.2 Rat i ngs

Vol tage ratings shall be not less than the applicable circuit voltage. The
interrupting rating of the circuit breakers shall be at |east equal to the
avai l abl e short-circuit current at the line termnals of the circuit breaker
and correspond to the UL listed integrated short-circuit current rating
speci fied for the panel boards and swi tchboards. Mol ded-case circuit
breakers shall have nom nal voltage ratings, maximm continuous-current
ratings, and maxi num short-circuit interrupting ratings in accordance with
NEVA AB 1.

.2.1.3 Ther mal - Magnetic Trip El enents

Thermal nmagnetic circuit breakers shall be provided as shown. Autonmtic
operation shall be obtai ned by neans of thermal -nmagnetic tripping devices

| ocated in each pole providing inverse tinme delay and instantaneous circuit
protection. The instantaneous magnetic trip shall be adjustable and
accessible fromthe front of all circuit breakers on frane sizes above 150
anper es.

.3 MOTOR SHORT- Cl RCUI T PROTECTCOR ( MSCP)

Mot or short-circuit protectors shall conformto UL 508 and shall be provided
as shown. Protectors shall be used only as part of a conbination notor
control |l er which provides coordi nated notor branch-circuit overl oad and
short-circuit protection, and shall be rated in accordance with the

requi rements of NFPA 70.

.3.1 Construction

Mot or short-circuit protector bodies shall be constructed of high
tenperature, dinmensionally stable, long life, nonhygroscopic materials.
Protectors shall fit special MSCP nounting clips and shall not be

i nt erchangeable with any commercially available fuses. Protectors shal
have 100 percent one-way interchangeability within the A-Y letter
designations. All ratings shall be clearly visible

.3.2 Rat i ngs

Vol tage ratings shall be not | ess than the applicable circuit voltage

Letter designations shall be A through Y for motor controller Sizes 0, 1, 2,
3, 4, and 5, with 100,000 anperes interrupting capacity rating. Letter

desi gnations shall correspond to controller sizes as follows:

CONTROLLER SI ZE MSCP DESI GNATI ON
NEMA O A-N
NEMA 1 A-P
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NEMA 2 A-S

NEMA 3 A-U
NEMA 4 A-W
NEMA 5 A-Y

.4 CONDUI T AND TUBI NG

4.1 Fl exi bl e Conduit, Steel and Plastic

General - purpose type, UL 1; liquid tight, UL 360, and UL 1660.
4.2 El ectrical Metallic Tubing

uL 797

. 4.3 Ri gid Metal Conduit

UL 6.

.5 CONDU T AND DEVI CE BOXES AND FI TTI NGS

.5.1 Boxes, Metallic Qutlet

NEMA OS 1 and UL 514A.

.5.2 Boxes, Switch (Enclosed), Surface-Munted
UL 98.

.5.3 Fittings for Conduit and Qutl et Boxes

UL 514B.

.6 CONNECTORS, W RE PRESSURE

.6.1 For Use Wth Copper Conductors

UL 486A.

7 ELECTRI CAL GROUNDI NG AND BONDI NG EQUI PMVENT
UL 467.

7.1 G ound Bus

The ground bus shall be bare conductor or flat copper in one piece, if
practicabl e.

. 8 ENCLOSURES
NEMA | CS 6 or NEMA 250 unl ess otherw se specifi ed.
.8.1 Cabi nets and Boxes

Cabi nets and boxes with volune greater than 100 cubic inches shall be in
accordance with UL 50, hot-dip, zinc-coated, if sheet steel.
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2.8.2 Circuit Breaker Encl osures
UL 489

2.8.3 Circuit Breaker Enclosures for Use in Hazardous (Cl assified)
Locati ons

UL 877.
2.9 MOTORS, AC, FRACTI ONAL AND | NTEGRAL

Motors, ac, fractional and integral horsepower, 500 hp and small er shal
conformto NEMA MG 1 and UL 1004for notors; NEMA MG 10 for energy nmanagenent
sel ection of polyphase motors. |n addition to the standards |isted above,
notors shall be provided with efficiencies as specified in the table

“M N MUM NOM NAL EFFI ClI ENCI ES" bel ow.

2.9.1 Rati ng

The horsepower rating of nmotors should be limted to no nore than 125
percent of the maxi mum | oad bei ng served unl ess a NEMA standard size does
not fall within this range. 1In this case, the next |arger NEMA standard
not or size should be used

2.9.2 Mot or Efficiencies

Al'l permanently wired pol yphase notors of 1 hp or nore shall neet the

m nimum full-1oad efficiencies as indicated in the followi ng table, and as
specified in this specification. Mtors of 1 hp or nore with open, drip
proof or totally enclosed fan cool ed encl osures shall be high efficiency
type, unless otherwise indicated. Modtor efficiencies indicated in the
tabl es apply to general - purpose, single-speed, polyphase induction notors.
Applications, which require definite purpose, special purpose, special
frame, or special mounted pol yphase induction notors, are excluded from
these efficiency requirenents. Mtors provided as an integral part of
not or driven equi prent are excluded fromthis requirenent if a nmininum
seasonal or overall efficiency requirenment is indicated for that equi pnent
by the provisions of another section.

M NI MUM NOM NAL MOTOR EFFI Cl ENCI ES
OPEN DRI P PROOF MOTCRS

HP 1200 RPM 1800 RPM 3600 RPM
1 82.5 85.5 80.0
1.5 86.5 86.5 85.5
2 87.5 86.5 86.5
3 89.5 89.5 86.5
5 89.5 89.5 89.5
7.5 91.7 91.0 89.5
10 91.7 91.7 90. 2
15 92.4 93.0 91.0
20 92.4 93.0 92.4
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25 93.0 93.6 93.0
30 93.6 93.6 93.0
40 94.1 94.1 93.6
50 94.1 94.5 93.6
60 95.0 95.0 94.1
75 95.0 95.0 94.5
100 95.0 95.4 94.5
125 95.4 95.4 95.0
150 95.8 95.8 95.4
200 95.4 95.8 95.4
250 95.4 96. 2 95.8
300 95.4 95.0 95.4
350 94.5 95.4 95.0
400 94.1 95.8 95.0
450 94.5 95.4 95.4
500 94.5 94.5 94.5

.10  MOTOR CONTROLS AND MOTOR CONTROL CENTERS

.10.1 Gener a

NEMA ICS 1, NEMA ICS 2, NEMA ICS 3 and NEMA ICS 6, and UL 508 and UL 845
.10. 2 Thermal - Overl oad Protection

Each motor of 1/8 hp or larger shall be provided with thernal-overl oad
protection. Polyphase notors shall have overload protection in each
ungrounded conductor. The overl oad-protection device shall be provided
either integral with the notor or controller, or shall be nmounted in a
separate enclosure. Unless otherw se specified, the protective device shal
be of the manually reset type. Single or double pole tunbler switches
specifically designed for alternating-current operation only nay be used as
manual controllers for single-phase notors having a current rating not in
excess of 80 percent of the switch rating

.10. 3 Low Vol tage Motor Overl oad Rel ays

.10.3.1 Gener a

Thermal and magnetic current overload relays shall conformto NEMA ICS 2 and
UL 508. Overload protection shall be provided either integral with the

nmot or or notor controller, and shall be rated in accordance with the

requi renents of NFPA 70. Standard units shall be used for notor starting
times up to 7 seconds.

.10.3.2 Construction

Manual reset type thermal relay shall be binmetallic construction. Autonmatic
reset type thermal relays shall be binmetallic construction. Mgnetic
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current relays shall consist of a contact mechani sm and a dashpot nounted on

a common

2.10.3.3

frane.

Rat i ngs

Vol tage ratings shall be not |ess than the applicable circuit voltage. Trip
current ratings shall be established by selection of the replaceable

over | oad
renotely
over |l oad
provi ded
provi ded.

devi ce and shall not be adjustable. Where the controller is
| ocated or difficult to reach, an automatic reset, non-conpensated
relay shall be provided. Mnual reset overload relays shall be
ot herwi se, and at all |ocations where automatic starting is
VWhere the notor is located in a constant anbient tenperature, and

the thermal device is located in an anbient tenperature that regularly
varies by nore than mnus 18 degrees F, an anbi ent tenperature-conpensated

over | oad

relay shall be provided

2.10. 4 Aut omati ¢ Control Devices

2.10. 4.1

Direct Contro

Automatic control devices (such as thernmpstats, float or pressure swtches)
whi ch control the starting and stopping of notors directly shall be designed

for that
2.10.4.2
a.
b
c.

pur pose and have an adequate horsepower rating
Local / Renpte Sel ection

Wher e conbi nati on manual and automatic control is specified and the
aut omati c-control device operates the notor directly, a double-
throw, three-position tumbler or rotary switch (marked LOCAL- OFF-
REMOTE) shall be provided for the manual control

VWher e conbi nati on manual and automatic control is specified and the
automatic-control device actuates the pilot control circuit of a
magnetic starter, the magnetic starter shall be provided with a
three-position selector switch marked LOCAL- OFF- REMOTE.

Connections to the selector switch shall be such that; only the
normal renote regulatory control devices will be bypassed when the
switch is in the local position; all safety control devices, such
as |l ow or high-pressure cutouts, high-tenperature cutouts, and

not or - overl oad protective devices, shall be connected in the notor-
control circuit in both the renpte and the |ocal positions of the
selector switch. Control circuit connections to any LOCAL- OFF-
REMOTE switch or to nmore than one automatic regulatory contro
device shall be made in accordance with w ring di agram approved by
the Contracting Officer unless such diagramis included on the
drawi ngs. All controls shall be 120 volts or | ess unless otherw se
i ndi cat ed.

2.11 PANEL BOARDS

Dead-front construction, NEMA PB 1 and UL 67

2.12 TAPES

2.12. 1 Pl

astic Tape
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UL 510.

2.12.2 Rubber Tape
UL 510.

2.13 W RI NG DEVI CES

NEMA WD 1 for wiring devices, and NEMA WD 6 for dinensional requirenents of
Wi ring devices.

PART 3 EXECUTI ON
3.1 GROUNDI NG

Groundi ng shall be in confornance with NFPA 70, the contract draw ngs, and
the follow ng specifications.

3.1.1 Groundi ng Conductors

A green equi pnent groundi ng conductor, sized in accordance with NFPA 70
shall be provided, regardless of the type of conduit. Equi pnment groundi ng
bars shall be provided in all panel boards. The equi pnent groundi ng
conductor shall be carried back to the service entrance groundi ng connection
or separately derived groundi ng connection. All equi pnent grounding
conductors, including netallic raceway systens used as such, shall be bonded
or joined together in each wiring box or equi pnment enclosure. Metallic
raceways and groundi ng conductors shall be checked to assure that they are
wi red or bonded into a conmon junction. Metallic boxes and encl osures, if
used, shall also be bonded to these groundi ng conductors by an approved
nmeans per NFPA 70. \When switches, or other utilization devices are

i nstall ed, any designated grounding term nal on these devices shall also be
bonded to the equi pnent groundi ng conductor junction with a short junper.

3.2 W RI NG METHODS

Wring shall conformto NFPA 70, the contract draw ngs, and the follow ng
specifications. Unless otherw se indicated, wiring shall consist of

i nsul ated conductors installed in electrical nmetallic tubing (EMI)conduit
and liquid tight flexible conduit. Where cables and wires are installed in
cable trays, they shall be of the type permtted by NFPA 70 for use in such

applications. Wre fill in conduits shall be based on NFPA 70 for the type
of conduit and wire insulations specified. Wre fill in conduits |ocated in
Class | or Il hazardous areas shall be limted to 25 percent of the cross

sectional area of the conduit.
3.2.1 Conduit and Tubi ng Systens

Conduit and tubing systenms shall be installed as indicated. Conduit sizes
shown are based on use of copper conductors with insulation types as
descri bed in paragraph WRING METHODS. M ni num si ze of raceways shall be
1/2 inch. Only netal conduits will be permitted when conduits are required
for shielding or other special purposes indicated, or when required by
conformance to NFPA 70. Bushings, manufactured fittings or boxes providing
equi val ent neans of protection shall be installed on the ends of al
conduits and shall be of the insulating type, where required by NFPA 70.
Except as otherw se specified, I|MC may be used as an option for rigid stee
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conduit in areas as permitted by NFPA 70. Raceways shall not be installed
under the firepits of boilers and furnaces and shall be kept 6 inches away
fromparallel runs of flues, steam pipes and hot-water pipes. Raceways
shall be concealed within finished walls, ceilings, and floors unl ess

ot herwi se shown. Raceways crossing structural expansion joints or seismc
joints shall be provided with suitable expansion fittings or other suitable
nmeans to conpensate for the building expansion and contraction and to
provide for continuity of grounding

.2.1.2 Changes in Direction of Runs

Changes in direction of runs shall be nmade with symetrical bends or cast-
nmetal fittings. Field-mde bends and offsets shall be nmade with an approved
hi ckey or conduit-bending machine. Crushed or deformed raceways shall not
be installed. Trapped raceways in danp and wet |ocations shall be avoided
where possible. Lodgnent of plaster, dirt, or trash in raceways, boxes,
fittings and equi prent shall be prevented during the course of construction
Cl ogged raceways shall be cleared of obstructions or shall be replaced

.2.1.3 Supports

Metal lic conduits and tubing, and the support systemto which they are
attached, shall be securely and rigidly fastened in place to prevent

vertical and horizontal novenent at intervals of not nore than 10 feet and
within 3 feet of boxes, cabinets, and fittings, with approved pipe straps,
wal | brackets, conduit clanps, conduit hangers, threaded C-clanps, beam
clanps, or ceiling trapeze. Loads and supports shall be coordinated with
supporting structure to prevent damage or deformation to the structure

Loads shall not be applied to joist bridging. Attachnent shall be by wood
screws or screwtype nails to wood; by toggle bolts on hollow masonry units;
by expansion bolts on concrete or brick; by machine screws, wel ded threaded
studs, heat-treated or spring-steel-tension clanps on steel work. Nail-type
nyl on anchors or threaded studs driven in by a powder charge and provided
with lock washers and nuts nay be used in |lieu of expansion bolts or nachine
screws. Raceways or pipe straps shall not be welded to steel structures.
Cutting the main reinforcing bars in reinforced concrete beans or joists
shall be avoi ded when drilling holes for support anchors. Holes drilled for
support anchors, but not used, shall be filled. |In partitions of |ight

steel construction, sheet-netal screws nmay be used. Raceways shall not be
supported using wire or nylon ties. Raceways shall be independently
supported fromthe structure. Upper raceways shall not be used as a neans
of support for | ower raceways. Supporting neans shall not be shared between
el ectrical raceways and nechani cal piping or ducts. Cables and raceways
shall not be supported by ceiling grids. Except where permtted by NFPA 70,
wiring shall not be supported by ceiling support systens. Conduits shall be
fastened to sheet-metal boxes and cabinets with two | ocknuts where required
by NFPA 70, where insulating bushings are used, and where bushi ngs cannot be
brought into firmcontact with the box; otherw se, a single |ocknut and
bushing may be used. Threadless fittings for electrical netallic tubing
shall be of a type approved for the conditions encountered. Additiona
support for horizontal runs is not required when EMI rests on steel stud
cutouts.

.2.1. 4 Exposed Raceways

Exposed raceways shall be installed parallel or perpendicular to walls,
structural nenbers, or intersections of vertical planes and ceilings.
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Raceways under raised floors and above accessible ceilings shall be
consi dered as exposed installations in accordance with NFPA 70 definitions.

.2.1.5 Communi cati ons Raceways

Communi cations raceways indicated shall be installed in accordance with the
previ ous requirenents for conduit and tubing and with the additiona

requi renent that no length of run shall exceed 50 feet for 1/2 inch and 3/4
inch sizes, and 100 feet for 1 inch or larger sizes, and shall not contain
nore than two 90-degree bends or the equivalent. Additional pull or
junction boxes shall be installed to conply with these limtations whether
or not indicated. |Inside radii of bends in conduits of 1 inch size or

| arger shall not be less than ten tines the nonmi nal dianeter.

.2.2 Cabl es and Conductors

Installation shall conformto the requirements of NFPA 70. Covered, bare or
i nsul ated conductors of circuits rated over 600 volts shall not occupy the
same equi pnent wiring enclosure, cable, or raceway w th conductors of
circuits rated 600 volts or |ess.

.2.2.1 Si zi ng

Unl ess otherwi se noted, all sizes are based on copper conductors and the

i nsul ation types indicated. Sizes shall be not |ess than indicated
Branch-circuit conductors shall be not smaller than No. 12 AWG  Conductors
for branch circuits of 120 volts nore than 100 feet |ong and of 277 volts
nore than 230 feet long, from panel to load center, shall be no snaller than
No. 10 AWG. Class 1 renpte control and signal circuit conductors shall be
not less than No. 14 AWG. Class 2 renote control and signal circuit
conductors shall be not |less than No. 16 AWG. Class 3 | owenergy, renote-
control and signal circuits shall be not |ess than No. 22 AWG

.2.2.2 Use of Al um num Conductors in Lieu of Copper
Al um num conductors shall not be used

.2.2.3 Not Used
.2.2. 4 Cabl e Splicing

Splices shall be made in an accessible location. Crinping tools and dies
shall be approved by the connector manufacturer for use with the type of
connector and conduct or

Copper Conductors, 600 Volt and Under: Splices in conductors No.
10 AWG and smal | er diameter shall be made with an insul ated,
pressure-type connector. Splices in conductors No. 8 AWG and

| arger dianeter shall be made with a sol derl ess connector and
insulated with tape or heat-shrink type insulating material

equi val ent to the conductor insulation

.2.2.5 Conductor ldentification and Taggi ng

Power, control, and signal circuit conductor identification shall be

provi ded within each encl osure where a tap, splice, or termnation is nade.
Where several feeders pass through a common pull box, the feeders shall be
tagged to indicate clearly the electrical characteristics, circuit nunber
and panel designation. Phase conductors of |ow voltage power circuits shal
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3.

be identified by color coding. Phase identification by a particular color
shal | be maintai ned continuously for the length of a circuit, including
junctions.

a. Color coding shall be provided for service, feeder, branch, and
ground conductors. Color shall be green for groundi ng conductors
and white for neutrals; except where neutrals of nore than one
systemare installed in the sane raceway or box, other neutra
shall be white with colored (not green) stripe. The color coding
for 3-phase and singl e-phase | ow voltage systens shall be as
fol | ows:

120/ 208-vol t, 3-phase: Black(A), red(B), and blue(C
277/ 480-vol t, 3-phase: Brown(A), orange(B), and yellow(C).
120/ 240-volt, 1-phase: Black and red.

b. Conductor phase and voltage identification shall be nmade by col or-
coded insulation for all conductors smaller than No. 6 AWG  For
conductors No. 6 AWG and larger, identification shall be made by
col or-coded insul ation, or conductors with black insulation my be
furni shed and identified by the use of half-1lapped bands of col ored
el ectrical tape wapped around the insulation for a mninum of 3
i nches of length near the end, or other nethod as submtted by the
Contractor and approved by the Contracting O ficer.

c. Control and signal circuit conductor identification shall be nmade
by col or-coded insul ated conductors, plastic-coated self-sticking
printed markers, permanently attached stanmped nmetal foil markers,
or equival ent neans as approved. Control circuit term nals of
equi prent shall be properly identified. Term nal and conductor
identification shall match that shown on approved detail draw ngs.
Hand lettering or marking is not acceptable.

3 BOXES AND SUPPORTS

Boxes shall be provided in the wiring or raceway systens where required by
NFPA 70 for pulling of wires, nmeking connections, and mounting of devices or
fixtures. Pull boxes shall be furnished with screw-fastened covers.

I ndi cated el evati ons are approxi mate, except where mini num nounting heights
for hazardous areas are required by NFPA 70. Unless otherw se indicated,
boxes for wall swi tches shall be mounted 48 inches above finished floors.
Switch and outl et boxes |ocated on opposite sides of fire rated walls shal
be separated by a m ni rum hori zontal distance of 24 inches. The tota

conmbi ned area of all box openings in fire rated walls shall not exceed 100
square i nches per 100 square feet. Maxinmum box areas for individual boxes
in fire rated walls vary with the manufacturer and shall not exceed the
maxi mum specified for that box in UL Elec Const Dir. Only boxes listed in
UL Elec Const Dir shall be used in fire rated walls.

. 3.1 Box Applications

Each box shall have not |ess than the volune required by NFPA 70 for nunber
of conductors enclosed in box. Boxes for netallic raceways shall be |isted
for the intended use when located in normally wet |ocations, when flush or
surface nounted on outside of exterior surfaces, or when located in
hazardous areas. Boxes installed in wet |ocations and boxes installed flush
with the outside of exterior surfaces shall be gasketed. Boxes for mpunting
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lighting fixtures shall be not |less than 4 inches square, or octagonal

except smaller boxes may be installed as required by fixture configuration
as approved. Cast-metal boxes with 3/32 inch wall thickness are acceptable
Large size boxes shall be NEMA 1. Boxes in other locations shall be sheet
st eel except that al um num boxes may be used with al um num conduit, and
nonmetal | ic boxes may be used with nonnetallic conduit and tubing or
nonmetal | i c sheathed cable system when permitted by NFPA 70. Boxes for use
in masonry-block or tile walls shall be square-cornered, tile-type, or

st andard boxes havi ng square-cornered, tile-type covers.

.3.2 Brackets and Fasteners

Boxes and supports shall be fastened to wood with wood screws or screwtype
nail s of equal holding strength, with bolts and netal expansion shields on
concrete or brick, with toggle bolts on hollow masonry units, and with
machi ne screw or wel ded studs on steel work. Threaded studs driven in by
powder charge and provided with | ockwashers and nuts, or nail-type nylon
anchors may be used in lieu of expansion shields, or nachine screws.
Penetration of nmore than 1-1/2 inches into reinforced-concrete beams or nore
than 3/4 inch into reinforced-concrete joists shall avoid cutting any nain
reinforcing steel. The use of brackets, which depend on gypsum wal | board or
pl asterboard for primary support, will not be permitted. |In partitions of

| ight steel construction, bar hangers with 1 inch | ong studs, nounted
between nmetal wall studs or nmetal box nounting brackets shall be used to
secure boxes to the building structure. Wen nmetal box nounting brackets
are used, additional box support shall be provided on the side of the box
opposite the brackets. This additional box support shall consist of a

m ni mum 12 inch long section of wall stud, bracketed to the opposite side of
the box and secured by two screws through the wall board on each side of the
stud. Metal screws may be used in lieu of the nmetal box nmounting brackets.

.3.3 Mounting in Walls, Ceilings, or Recessed Locations

In walls or ceilings of concrete, tile, or other non-conbustible material
boxes shall be installed so that the edge of the box is not recessed nore
than 1/4 inch fromthe finished surface. Boxes nmounted in conmbustible walls
or ceiling material shall be mounted flush with the finished surface. The
use of gypsum or plasterboard as a nmeans of supporting boxes will not be
permtted. Boxes installed for concealed wiring shall be provided with

sui tabl e extension rings or plaster covers, as required. The bottom of
boxes installed in nasonry-block walls for concealed wiring shall be nopunted
flush with the top of a block to nmininze cutting of the bl ocks, and boxes
shall be | ocated horizontally to avoid cutting webs of block. Separate
boxes shall be provided for flush or recessed fixtures when required by the
fixture term nal operating tenperature, and fixtures shall be readily
renovabl e for access to the boxes unless ceiling access panels are provided

.3.4 Installation in Overhead Spaces

In open overhead spaces, cast-netal boxes threaded to raceways need not be
separately supported except where used for fixture support; cast-nmetal boxes
havi ng threadl ess connectors and sheet netal boxes shall be supported
directly fromthe building structure or by bar hangers. Hangers shall not
be fastened to or supported fromjoist bridging. Were bar hangers are
used, the bar shall be attached to raceways on opposite sides of the box and
the raceway shall be supported with an approved type fastener not nore than
24 inches fromthe box.
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3.

4 PANELBOARDS AND LOADCENTERS

Circuit breakers and switches used as a notor disconnecting neans shall be
capabl e of being | ocked in the open position. Door |ocks shall be keyed
al i ke. Naneplates shall be as approved. Directories shall be typed to

i ndicate | oads served by each circuit and nounted in a hol der behind a clear
protective covering. Busses shall be copper

.4.1 Panel boar ds

Panel boards shall be circuit breaker equi pped as indicated on the draw ngs

.5 MOTORS

Each motor shall conformto the hp and voltage ratings indicated, and shal
have a service factor and other characteristics that are essential to the
proper application and performance of the nmotors under conditions shown or
speci fied. Three-phase notors for use on 3-phase 208-volt systens shal

have a naneplate rating of 200 volts. Unless otherw se specified, al

notors shall have open franes, and continuous-duty classification based on a
40 degree C anbient tenperature reference. Polyphase notors shall be
squirrel -cage type, having normal -starting-torque and | owstarting-current
characteristics, unless other characteristics are specified in other
sections of these specifications or shown on contract draw ngs. The
Contractor shall be responsible for selecting the actual horsepower ratings
and ot her nmotor requirenments necessary for the applications indicated. Wen
el ectrically driven equi pnent furnished under other sections of these
specifications materially differs fromthe design, the Contractor shall nake
the necessary adjustnents to the wiring, disconnect devices and branch-
circuit protection to accommpdate the equi pnent actually installed

.6 MOTOR CONTROL

Each nmotor or group of notors requiring a single control shall be provided
under ot her sections of these specifications with a suitable controller and
devices that will performthe functions as specified for the respective
notors. Each notor of 1/8 hp or larger shall be provided with thernmal-

overl oad protection. Polyphase notors shall have overload protection in
each ungrounded conductor. The overl oad-protection device shall be provided
either integral with the notor or controller, or shall be nmounted in a
separate enclosure. Unless otherw se specified, the protective device shal
be of the manually reset type. Single or double pole tunbler switches
specifically designed for alternating-current operation only nay be used as
manual controllers for single-phase notors having a current rating not in
excess of 80 percent of the switch rating. Automatic control devices such
as thernostats, float or pressure switches may control the starting and
stopping of notors directly, provided the devices used are designed for that
purpose and have an adequate horsepower rating. Wen the renpte-contro
devi ce does not have such a rating, a magnhetic starter shall be used, with
the renote-control device actuating the pilot-control circuit. Wen

conmbi nation |local and renote control is specified and the automatic-contro
devi ce operates the notor directly, a double-throw, three-position tunbler
or rotary switch shall be provided for the manual control; when the
automati c-control device actuates the pilot control circuit of a magnetic
starter, the latter shall be provided with a three-position selector swtch
mar ked LOCAL- OFF- REMOTE. Connections to the selector switch shall be such
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3.

that only the normal automatic regulatory control devices will be bypassed
when the switch is in the Manual position; all safety control devices, such
as | ow or high-pressure cutouts, high-tenperature cutouts, and notor-

overl oad protective devices, shall be connected in the notor-control circuit
in both the Manual and the Automatic positions of the selector switch
Control circuit connections to any LOCAL- OFF- REMOTE switch or to nore than
one autommtic regulatory control device shall be nade in accordance with

Wi ring diagram approved by the Contracting O ficer unless such diagramis

i ncluded on the drawings. Al controls shall be 120 volts or |ess unless

ot herwi se indi cated

.6.1 Cont acts

Unl ess ot herwi se indicated, contacts in mscellaneous control devices such
as float switches, pressure switches, and auxiliary relays shall have
current and voltage ratings in accordance with NEMA ICS 2 for rating

desi gnati on B300.

.6.2 Safety Controls

Safety controls for boilers shall be connected to a 2-wire, 120 volt
grounded circuit supplied fromthe associ ated boil er-equi pnent circuit.
Where the boiler circuit is nore than 120 volts to ground, safety controls
shall be energized through a two-wi nding transfornmer having its 120 volt
secondary wi ndi ng grounded. Overcurrent protection shall be provided in the
ungrounded secondary conductor and shall be sized for the | oad encountered

T MOTOR- DI SCONNECT MEANS

Each motor shall be provided with a di sconnecting nmeans when required by
NFPA 70 even though not indicated. For single-phase notors, a single or
doubl e pole toggle switch, rated only for alternating current, will be
acceptable for capacities | ess than 30 anperes, provided the anpere rating
of the switch is at |east 125 percent of the notor rating. Sw tches shal
di sconnect all ungrounded conductors.

.8 EQUI PMENT CONNECTI ONS

Wring not furnished and installed under other sections of the
specifications for the connection of electrical equipnent as indicated on
the drawi ngs shall be furnished and installed under this section of the
speci fications. Connections shall conply with the applicable requirenents
of paragraph W RING METHODS. Flexible conduits 2 m (6 feet) or less in

l ength shall be provided to all electrical equipnment subject to periodic
renmoval , vibration, or novement and for all motors. All motors shall be
provided with separate groundi ng conductors. Liquid-tight conduits shall be
used in danp or wet | ocations.

.8.1 Mbtors and Motor Contro

Mot ors, nmotor controls, and npbtor control centers shall be installed in
accordance with NFPA 70, the manufacturer's recommendati ons, and as

i ndicated. Wring shall be extended to notors, notor controls, and notor
control centers and term nated

9 Cl RCUI T PROTECTI VE DEVI CES
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The Contractor shall calibrate, adjust, set and test each new adjustable
circuit protective device to ensure that they will function properly prior
to the initial energization of the new power system under actual operating
condi ti ons.

.10 PAI NTI NG AND FI NI SHI NG

Fi el d-applied paint on exposed conduits shall be provided. Paint shall be
mat ched existing wall and ceiling paint color and shall be in accordance to
section 09965- PAI NTI NG

.11 REPAI R OF EXI STI NG WORK

The work shall be carefully laid out in advance, and where cutting,
channeling, chasing, or drilling of floors, walls, partitions, ceiling, or
ot her surfaces is necessary for the proper installation, support, or
anchorage of the conduit, raceways, or other electrical work, this work
shall be carefully done, and any danage to buil ding, piping, or equipnment
shal | be repaired by skilled nmechanics of the trades involved at no
addi ti onal cost to the Governnent.

.12 FI ELD TESTI NG

Field testing shall be performed in the presence of the Contracting O ficer.
The Contractor shall notify the Contracting Officer 7 days prior to
conducting tests. The Contractor shall furnish all materials, |abor, and
equi pnent necessary to conduct field tests. The Contractor shall perform
all tests and inspection recommended by the manufacturer unless specifically
wai ved by the Contracting Oficer. The Contractor shall maintain a witten
record of all tests, which includes date, test performed, personne

i nvol ved, devices tested, serial nunber and nane of test equipnent, and test
results. Al field test reports will be signed and dated by the Contractor

.12.1 Safety

The Contractor shall provide and use safety devices such as rubber gl oves,
protective barriers, and danger signs to protect and warn personnel in the
test vicinity. The Contractor shall replace any devices or equi pnent, which
are damaged due to inproper test procedures or handling

.13 OPERATI NG TESTS

After the installation is conpleted, and at such tinme as the Contracting

O ficer may direct, the Contractor shall conduct operating tests for
approval. The equi pnent shall be denponstrated to operate in accordance with
the specified requirenents. An operating test report shall be submitted in
accordance with paragraph FI ELD TEST REPORTS

.14  ACCEPTANCE
Final acceptance of the facility will not be given until the Contractor has

successfully conpleted all tests and after all defects in installation
mat eri al or operation have been corrected
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-- End of Section --
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